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Introduction

Since its creation, Los Alamos National Laboratory has been a mission driven facility. One goal, of many,
is to enable mission delivery through next-generation facilities, infrastructure, and operational
excellence. That goal is fostered through the creation of a modern, environmentally responsible
workplace. With this drive towards environmental stewardship, there has been an increase in the not
only the design of high performing sustainable buildings, but in the use of sustainable construction
practices as well. To maintain the current environment, projects have begun to use modular
construction. While the practice may offer a multitude of benefits, the high cost of building energy
consumption remains. This study stands as an attempt to offer a solution to that problem. With the
future creation of a 10 Mega-Watt Photovoltaic System as well as the shift towards modular
construction, it may be feasible to generate a Zero Energy Campus whose energy consumption zeros out
and environmental footprint remains minimal.

Methodology

To determine if Modular Construction can be used to create a Zero Energy Campus, TRANE Trace 700
was utilized. TRANE Trace 700 is a building energy simulation software that can help compare the
energy impact of a building. It combines the effects of the architectural features, Heating, Ventilation,
and Air Conditioning (HVAC) systems, HVAC equipment, and building utilization to create an energy
consumption baseline. This building energy simulation software is used within the Engineering Services
department of LANL to verify ASHRAE Standard 90.1 and ASHRAE 62.1 standards. The software within
this study determines an energy baseline for the general office building at Los Alamos National
Laboratory. These requirements are based off the Requirements and Criteria Document (RCD) Number:
RCD-03-2634-232 as well as the accompanying conceptual floor plans. Seventy percent of that
baseline—as a requirement to ASHRAE High Performing Building Standards— is compared to Zero
Energy Building case studies to determine the viability of a Modular Zero Energy Building and, as a
result, a Zero Energy Campus with the use of a 10 Mega-Watt Photovoltaic System.



Definitions

This section summarizes necessary definitions for the paper. Definitions will be italicized while used in
the paper where necessary.

Annual: Covering at least one period of 12 consecutive months for all energy measurements (U.S.
Department of Energy, 2015).

Building: A structure wholly or partially enclosed within exterior walls, or within exterior and party walls,
and a roof providing services and affording shelter to persons, animals or property (U.S. Department of
Energy, 2015).

Building Site: Building and the area on which a building is located where energy is used and produced. (U.S.
Department of Energy, 2015).

Building Energy: Energy consumed at the building site as measured at the site boundary. At minimum, this
includes heating, cooling, ventilation, domestic hot water, indoor and outdoor lighting, plug loads, process
energy, elevators and conveying systems, and intra-building transportation systems (U.S. Department of
Energy, 2015).

Campus: A group of building sites in a specific locality that contain renewable energy production systems
owned by a given institution (U.S. Department of Energy, 2015).

Delivered energy: Any type of energy that could be bought or sold for use as building energy, including
electricity, steam, hot water or chilled water, natural gas, biogas, landfill gas, coal, coke, propane, petroleum
and its derivatives, residual fuel oil, alcohol based fuels, wood, biomass and any other material consumed as
fuel (U.S. Department of Energy, 2015).

Exported Energy: On-site renewable energy supplied through the site boundary and used outside the site
boundary (U.S. Department of Energy, 2015).

Modular Building: Modular buildings are a set of modules that are built in an off- site fabrication center,
delivered to the construction site, assembled, and placed on the permanent foundation (Kamali, 2016).

Modular Construction: Items are assembled in factory environments to form fully finished modules.
Whole buildings are formed by a number of modules (Kamali, 2016).

On-site Renewable Energy: Includes any renewable energy collected and generated within the site
boundary that is used for building energy and the excess renewable energy could be exported outside the
site boundary. The renewable energy certificates (RECs) associated with the renewable energy must be
retained or retired by the building owner/lessee to be claimed as renewable energy (U.S. Department of

Energy).

Portfolio: A collection of building sites that contains renewable energy production systems owned/leased by
a single entity (U.S. Department of Energy, 2015).

Renewable Energy Certificate (REC): Represents and conveys the environmental, social and other non-
power gualities of one megawatt-hour of renewable electricity generation and can be sold separately from the
underlying physical electricity associated with a renewable-based generation source (U.S. Department of
Energy, 2015).

Site Boundary: Line that marks the limits of the building site(s) across which delivered energy and
exported energy are measured (U.S. Department of Energy, 2015).



Site Energy: Same as building energy (U.S. Department of Energy, 2015).

Source Energy: Site energy plus the energy consumed in the extraction, processing and transport of primary
fuels such as coal, oil and natural gas; energy losses in thermal combustion in power generation plants; and
energy losses in transmission and distribution to the building site (U.S. Department of Energy, 2015).

Zero Energy Building: And energy-efficient building where, on a source energy basis, the actual annual
delivered energy is less than or equal to the on-site renewable exported energy (U.S. Department of Energy,
2015).

Zero Energy Campus: And energy-efficient campus where, on a source energy basis, the actual annual
delivered energy is less than or equal to the on-site renewable exported energy (U.S. Department of Energy,
2015).



Background Information

Zero Energy Buildings and Campuses

The most important concept to take into account when designing a ZEB comes from understanding the
definitions behind them. Specifically, the most important concept happens to be the site boundary. The
site boundary generally encompasses the building footprint and the on-site renewable energy. For Los
Alamos National Lab, the problem with solely utilizing the ZEB profile comes from the production of that
on-site renewable energy. In fact, that renewable energy must be on the site. If the renewable energy
comes from a location other than the building site, then there will be a problem with classifying it as a
ZEB. The solution is stands to be what is instead called a ZEB Campus.

Net zero efforts for a ZEB Campus begin with the campus boundary. In identifying the federal campus
boundary, a set understanding can be made. According to the Pacific Northwest National Laboratory,
the basic building boundary could include energy use, on-site renewable energy production, energy
storage, delivered energy, and exported energy as shown in the figure below.

Figure 1 — Conceptual depiction of site boundary for energy balance
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Retrieved from the “Federal Campuses Handbook for Net Zero Energy, Water, and Waste.” (2017)



While the basic building boundary doesn’t necessary apply in this case, the illustration still develops an
overview of the basic boundary. Exported Energy and delivered energy will always be outside of the
boundary while the on-site renewable energy will always be within the boundary.

For federal campuses specifically, the Pacific Northwest National Laboratory recommends that agencies
consider the best application to implementing the net zero energy for their particular campus; in other

words, agencies have the ability to determine the best boundary that aligns with their net zero project.

Take the example below:

Figure 2 — Net Zero Boundary Examples
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Retrieved from the “Federal Campuses Handbook for Net Zero Energy, Water, and Waste.” (2017)

The “designated campus boundary” on this example represents a net zero water campus. Similar to a
net zero energy campus, everything encompassed within the boundary are the buildings and the
building needs. There are six buildings inside of that boundary because the agency chose to count all six
of those buildings to meet the net zero target for its existing buildings. These buildings accumulated
together classify as a group. Within a group—it is most important to note—there are no set
requirements. That is to say, more specifically, these groups and their boundaries are created with
complete control. According to the official guidance of FEMP, as directed by CEQ, it was critical that the
campus boundary definition allow the most flexibility:



“..there is no specific minimum or requirements around what can or cannot be part of a boundary, so
long as it’s contiguous. An Agency can set whatever they want as a boundary so long as it’s within their
own campus property line.”

For LANL's sake, this definition creates a world of value. It really means that there is some sort of
viability to create a net zero campus within its bounds. The solidification of that viability, however, is
dependent upon the type of buildings and the source energy calculations within the specific boundaries
designated by LANL in the future.

While most site managers are familiar with site energy consumption, it is not useful for demonstrating
resource consumption and the emissions associated with the specific energy use; Site energy is better
for understanding the performance of a building. In understanding so, the Zero Energy Building
definition uses national average ratios to convert different energies into equivalent units of raw fuel
consumed. These factors, as seen below, are from the ASHRAE 105 Standard.

Table 1 — National Average Source Energy Conversion Factors

Source Energy

Energy Form Conversion Factor (r)
Imported Electricity 315
Exported Renewable Electricity 315
MNatural Gas 1.09
Fuel Qil (1,2,4,5,6,Diesel, Kerosene) 119
Propane & Liquid Propane 115
Steam 1.45
Hot Water 1.35
Chilled Water 1.04
Coal or Other 1.05

Retrieved from the “A Common Definition for Zero Enerav Buildinas.” (2015. Seotember)

With these conversion factors, the source energy for a building is calculated via the following formula:

E

source = Yi(Eqeri*Tdel i)~ Li(Eexp,i*Texp,i)

Where Egey is the delivered energy for energy type i; Eexp,iis the exported on-site renewable energy for
energy type I; rqeiis the source energy conversion factor for Egeyi; and rexp,i is the source energy
conversion factor for Eexp,.



An example calculation is provided below for a more clear understanding.

Figure 3 — Example Source Energy Calculation

Example Calculation for ZEB with Combined Heat and Power (CHP)

A building with CHP has the following actual annual delivered energy types: 120,000 kBtu electricity
and 260,000 kBtu natural gas. The on-site renewable exported energy is 210,000 kBtu electricity from
photovoltaics.

Using the formula above, the annual source energy balance would be:

E

source

= [(120,000 kBt 3.15)+(260,000 kBtux1.09)]-(210,000 kBru=3.15)
= 661,400 kBtu-661,500 kBtu
=-100 kBtu

Since £ < (), the building would be a Zero Energv Building.
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Retrieved from the “A Common Definition for Zero Energy Buildings.” (2015, September)
Taking these calculations and applying them specifically to LANL facilities is where problems occur.

Appendix A, as an example, shows the Electric Metering Report for TA 16-0969. In CY17, this facility

consumed 335 Mega-Watt hours (MWh) of electricity. The kilo-British thermal unit (kBtu) equivalent is

1,143,067 kBtu.

Following the calculation above, Esyyrce = (1,143,067kBtu x 3.15) — (0) = 3,429,201kBtu for TA
16-0969. Since Egyyrce = 0, the building would not be a Zero Energy Building as it stands.

The important thing to emphasize within this calculation is the magnitude of the source energy required
to power this building. TA 16-0969 is only one of many buildings within LANL that consume this capacity

of energy on a yearly basis. Even more, TA 16-0969 stands at the lower end of the consumption
spectrum for buildings between 19,000 and 26,000 sq.ft. (See Figure 4).

Figure 4 — Electric Energy Consumption by building CY17
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Retrieved from the Utilities and Infrastructure Division Metering Data. (2018, April)



With this information in mind, an attempt to create a Zero Energy Campus with the current
infrastructure would require not only a shift in energy consumption, but also the creation of a
renewable resource that would be able to generate energy at this magnitude.

As an example, for this building only, the average photovoltaic system would need to be sized, at the
very minimum, 200 kW in Los Alamos, NM. (See Appendix B) Ramping up that size to the proposed 10
MW system would produce enough energy for about 50 of these buildings. While that number does
seem high, it would only be wasting the system capability. The strategic idea would be to plan future
infrastructures for these Zero Energy Campuses. Instead of attempting to zero out the consumption of
research facilities, production sites, and large laboratories, focus on the lowest consuming sector—office
buildings. More specifically, think of Modular Office Buildings.

Modular Construction
Benefits of Modular Modular or prefabricated construction has gradually replaced
traditional on-site construction methods for a multitude of reasons.
(Generalova, 2016) Otherwise, known as prefabrication or pre-
assembly, modular construction combines rapid construction
principles with various technologies to develop building systems and
frames that can be produced offsite and assembled onsite.
Specifically for LANL, this type of construction offers savings beyond
general construction costs. By outsourcing the design and
construction, this type of system will be able to generate faster
completion times and produce less restrictions with on-site
assembly—especially with the lack of space LANL currently has
within areas that need more office space like TA 03.

Construction
Reduced costs

Less environmental
impacts
Better quality assurance
Faster completion time
Requires less space
For that very reason, LANL has begun to develop projects for modular offices and laboratories. In

combining the need for sustainable design via a Zero Energy Campus and the future construction of
modular buildings, a feasibility study has been created to determine the two’s viability within LANL.



Feasibility Study Analysis

Appendix C lists all of the assumptions made within this study. It ranges from the specific rooms and
their loads all the way to the building systems. The baseline simulation took U-Factor and construction
standards from ANSI/ASHRAE/IES STANDARD 90.1-2016. The systems were sized according to previous
LANL Energy data and with the assistance of a subject matter expert. Within the assumptions, anything
labeled “to be calculated” is calculated via TRANE Trace 700 and can be found in Appendix E, the
Baseline Report.

The simulation noted that the baseline energy consumption for this type of building would equate to
57.898 kBtu/sq.ft/yr. After multiplying this number by 70%, the High Performing Sustainable Building
Baseline would be 40.528 kBtu/sq.ft/yr.

In comparing the latter number to the case studies in Table 2, creating a Zero Energy Building of this
type seems very feasible. The average reduction from the baseline to create a Zero Energy Building is
54% below the baseline. That, in turn, makes the average energy consumption per square foot to be 23
kBtu/sq.ft/yr. If the baseline above, 57.898 kBtu/sq.ft/yr is multiplied by 54%, that gives a 31.265
kBtu/sq.ft/yr. Given that the reduction from the baseline varies by building, it is very possible to create a
Zero Energy Building of this type.

Table 2 — Net Zero Case Studies and PV Use

Reduction from baseline Square
Structure Name Location Notes ASHRAE 90.1 - 2007 Footage kBtu/yr kBtu/hr kBtu/sF/yr

DPR Phoenix Regional 110% renewable production

Office Phoenix, AZ % of energy use A5% 16,533 429,853 49| 26

'West Berkeley Branch 110% renewable production

Public Library Berkeley, CA % of energy use 62% 9,399 225,576 26 24

Sacred Heart Lower and 199% renewable production

Middle School Library Atherton, CA % of energy use 3% 6,300 107,100 12| 17|
103% renewable production

IDeAs 72 Design Facility San Jose, CA % of energy use 45% 7,200 158,400 18 22|

Packard Foundation 119% renewable production

Headguarters Los Altos, CA % of energy use A49% 50,956 1,222,944 140 24
113% renewable production

DPR San Francisco San Francisco, CA % of energy use 52% 20,010 460,230 53 23
Average: 54% Average: 23]

Retrieved from “Living Building Challenge Case Studies.” (2018, April 20)
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Appendices

Appendix A: TA 16-0969 Electric Metering

TA 16-0969 Electric Metering Report

GSF = 22,156

40,000

35,000

30,000 ,%

25,000 & s
I
3 20,000
"4

15,000 -

10,000 -

5,000

U Jan Feb Mar Apr May Jun Jul Aug Sep Oct Nov Dec

— CY18 27,538 24,288 26,898 28,173

e CY17 = 335 MWH | 26,089 22,938 26,056 27,612 26,893 27,543 36,613 29,053 27,320 29,199 27,278 28,475

s CY16 = 342 MWH | 30,676 29,726 32,728 27,353 26,784 27,585 28,281 27,482 25,219 26,105 29,405 30,548

CY15=316 MWH | 29,345 25,950 25,119 23,226 24,238 26,961 25,964 29,377 28,754 25,999 25,162 25,945

— CY14 =389 MWH | 32,327 28,833 32,323 31,022 31,526 34,579 36,741 35,516 33,752 31,957 32,442 27,777

CY13=310MWH | 27,037 23,082 26,075 25,921 27,639 26,008 26,610 24,944 23,780 27,442 24,236 26,882

eeeeeee CY12=309 MWH | 24,695 22,979 26,183 25,418 26,971 27,135 26,511 26,513 25,999 27,707 24,530 24,787

CY11=335MWH | 24,695 23,865 30,429 29,840 32,020 29,934 34,287 33,377 24,785 24,398 23,273 24,550
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Appendix B: PV System Sizing for TA 16-0969

+INREL

Caution: Photowolak system performance
predictons cabubsted by PVWats™® nciode
many Inheret assumpto s and
uncertaintles and do not reflect varistions
between FY technobgies nor ske-specfc
characterstics eccept as represented by
v ate® nputs. For exampes, BV moduis
wih  better ae  nat
difersrtated within PYWatts™ from e
performing moduies. Bath NREL and private
companes provide more sophiticated PV
madeing ook (such &5 the System Advisar
Moded 8t hittpe/fsam. nrelgov) that alow far
mare precks and compkx modeing of PV
Sy aems

The expected range k& based an 30 years of
actual westher data at the gven boation
and & nkended to provide an indication of
the veariton you might see For more
nformation,  please  refer to this WNREL
report= The Ermor Report.

Oechimer The Peats® Mode [“Moder)
B povided by the National Renewabie
Energy Laborstory (MREL"), which &
operated by the Allence for Sustainable
Energy, LC [CAlence™) for the US
Department Of Energy ("DOE™) and may
B used for any purpase whatsoewver.

The: nemes DOE/NREL/ALLIANCE shal nat
be used i any represantation, advertising,
pubkty or other manner whatsoever o
endarse ar promate any entity that adogts
or uses the Mode DOEMNREL/ALLIMNCE
shal not provide

ay  support, consuting, ftraning  ar
asetance of any knd wih regard to the

use of the Moddl or any updates, revisbns
or new wersons of the Model

YOU AGREE TO INDEMNIFY DOEMNREL
JMLLIANCE,  AND TS AFFILIATES,
OFFCERS, AGENTS, AND EMPLOYEES
AGANST  ANY CLAM OR  DEMAND,
WNCLUDING  REASOMABLE  ATTORNEYS
FEES, RELATED TO YOUR UISE, RELIANCE,
OR ADOFTION OF THE MODEL FOR ANY
PURPOSE WHATSOEVER. THE MODEL 15
PROVIDED BY DOE/NREL/ALLIANCE *AS E°
AND  ANY EXPRESS O&  IMPLIED
WARRANTIES, MCLUOING BUT  NOT
LIMITED TO THE IMPLED WARRANTES OF
MERCHANTABLITY AND FITNESS FOR A
PARTCULAR PURPOSE ARE EXPRESSLY
DEECLAMED. IN MO EVENT SHALL
DOEMRELMLLIMNGE BE LIMSLE FOR ANY
SPECIAL, INDRECT OR COMSEQUENTIAL
DAMAGES aR Ll DAMAGES
WHATSOEVER, INCLUDING BUT NOT
LMITED TO (LAMS ASSOCITED WITH
THE LOSS OF DATA DR FROFITS, WHICH
MAY RESULT FROM ANY ACTION N
CONTRACT, MEGLIGENCE OR OTHER
TORTIOUS CLAIM THAT ARESES OUT OF OR
N CONNECTION WITH THE USE OR
PERFORMANCE OF THE MODEL.

The energy output range & bmssd on
arabests of 10 yeas of historcal westher
data far nearby , and & ntended to provide
an indicaton of the pessibie imterannual
warisbilty n generstion for a Fooed (open
rack) PV sysem af ths bcatibn.

RESULTS

339,353 kWh/Year*

System oufput may range from 319,583 to 250,126 kWh per year near thiz location.

Month Solar Radiation AC Energy Value
{ kWh ! m? [ day ) ( kWh ) (%)
January 467 23,251 2,111
February 5.48 24,972 2,267
March 6.56 31,764 2,884
April 5.99 32,381 2,940
May 7.64 35,821 3,263
June 7.51 32,017 2,989
July 6.40 25,359 2,575
August §.29 27,747 2,519
September 6.3 27,640 2,510
October 5.77 27,803 2,525
November 5.11 24,175 2,195
December 4.49 22,538 2,046
Annual 6.10 339,368 $30,814

Location and Station Identification

Requested Location

Los alamos, NM

Weather Data Source Lat, Lon: 35.89, -106.3 0.7 mi
Latitude 35.89° N
Longitude 106.3° W

PV System Specifications (Commercial)

DC System Size 200 kW

Module Type Standard

Array Type Fixed (open rack)
Array Tilt 20°

Array Azimuth 180*

System Losses 14.08%

Inverter Efficiency 96%

DC to AC Size Ratio 1.2

Economics

Average Retail Electricity Rate 0.091 $/kWh
Performance Metrics

Capacity Factor 19.4%

13



Appendix C: TRANE Trace 700 Initial Design Assumptions

C.1: Building Geometry
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Airflow

General Office Epace

Thermaskat

Seneral Office Space

Construckicn

Gencral Conskruction

Fednet Foam

Internal Laad

Fednet Room Templat:

Airflow

Fupport Arcas

Thermoskak

Fupport Arcas

Construckicn

Gencral Conskruction

Festroom

Internal Laad Festroom
Airflow FRestroam
Thermoskak Conference Tskat

Zanskruckicn

General Construction
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Office 1 1,2 12.667x13 Equipment Room 1,2 8x9.5
Office 2 1,2 12.667x10.2 Corridor 1 1,2 210x7
Office 3 1,2 12.667x10.2 Corridor 2 1,2 165.8x7
Office 4 1,2 12.667x10.2 Conference Room 2 1,2 23x17.83
Office 5 1,2 12.667x10.2 Storage Room 1,2 14x10
Office 6 1,2 12.667x10.2 Small Mechanical Room 1,2 14x7.83
Office 7 1,2 12.667x10.2 Large Mechanical Room 1,2 23x16.83
Office 8 1,2 12.667x10.2 Rednet Room 1|11x9
Office 9 1,2 12.667x14 Fire Riser Room 1|9x6.83
Office 10 1,2 12.667x14 Storage Room 2 2|9x6.83
Office 11 1,2 12.667x14 MNetwork Room 2|11x9
Office 12 1,2 12.667x10.2 Communications Room 1,2 12x8
Office 13 1,2 12.667x10.2 Electrical Equipment Room 1,2 12x9.83
Office 14 1,2 12.667x10.2 Workspace 1 1,2 42x12.667
Office 15 1,2 12.667x10.2 Workspace 2a 1,2 21x7.83
Office 16 1,2 12.667x10.2 Printer Area 1 1,2 7.83x4
Office 17 1,2 12.667x10.2 Printer Area 2 1,2 7.83x4
Office 18 1,2 12.667x10.2 Workspace 2b 1,2 21x7.83
Office 19 1,2 12.667x13 Workspace 3 1,2 17.83x7
Office 20 1,2 16x13 Janitor Closet 1,2 %5

Office 21 1,2 10.91667x12 Printer Area 3 1,2 9x5

Office 22 1,2 11.5x11 Storage Area 2 1,2 6%5

Office 23 1,2 11.5x10.5 Mens Restroom 1,2 21x12.83
Office 24 1,2 11.5%10.5 Womens Restroom 1,2 21x12.83
Office 25 1,2 11.5x10.5 Corridor 3a 1,2 17.83x8
Conference Room 1 1,2 25.5x14 Corridor 3b 1,2 17.83x7
Reception Area 1/19x14 Corridor 3c 1,2 17.83x8
Break Room 1,2 25.5X14 Corridor 3d 1,2 17.83x7
Office 26 1,2 11.5x10.5 Corridor 4a 1,2 10.91667x6
Office 27 1,2 11.5x10.5 Coridor 4b 1,2 10.91667x6
Office 28 1,2 11.5x10.5 MNorth Stairwell 1,2 20.91667x9.3333
Office 29 1,2 11.5%11 South Stairwell 1,2 20.91667x9.3333
Office 30 1,2 10.91667x12 Office 32 2|11.5x8
Office 31 1,2 16x13 Office 33 2|11.5x10
Entrance Vestibule 1|7x28 Office 34 2(11.5x10

GENERAL CONSTRUCTION TEMPLATE

Slab 4" LW Concrete 0.212615 U-Factor
Construction Roof 4" LW Concrete 0.3219 U-Factor
Wall Frame Wall, 6" Ins 0.051 U-Factor
Partition 75" Gyp Frame 0.387955 U-Factor
Window emm Dbl Low-E (e2=.1) Clr 0.6 U-Factor, 0.82 Shading coeff
Glass Type Skylight emm Dbl Low-E (e2=.1) Clr 0.6 U-Factor, 0.82 Shading coeff
Door Standard Door 0.2 U-Factor
Wall 12ft
FIr to Flr 12ft
Plenum 2t
Pct wall area to
Height underfloor
plenum 50%
Room Type Conditioned
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C.2: Schedules

LANL Vent Schedule

Day type: Cooling design

Month: January

=] o o =] =] o =] o
9 B 7 nD 5 4 3 2

100

Juadlad

Heating design

LANL Vent Schedule

jusolad

16

11:30 p.m.
10:30 p.m.
9:30 p.m.
8:30 p.m.
7:30 p.m.
6:30 p.m.
5:30 p.m.
4:30 p.m.
3:30 p.m.
2:30 p.m.
1:30 p.m.
12:30 p.m.
11:30 am.
10:30 a.m.
9:30 a.m.
8:30 a.m.
7:30 a.m.
6:30 a.m.
5:30am.
4:30 a.m.
3:30 a.m.
2:30am.
1:30 a.m.

12:30 a.m.



Month: January

LANL Office Schedule

Day type: Weekday

o o (=1 o o o (=1 (=1 (=1 o
o (=] w ~ © wn A o o~ -~
jusdiad

Month: January

LANL Break Room

Day type: Weekday

0 0 D D U 0
= ™ o -

100
90
80
70
6
5

uadied
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Storage

Day type: Weekday

Month: JTanuary

(=] o o (=] o o o o o o o
o (=) © ~ o wn -t o o~ -
-

jusalad

Storage

Day type: Cooling design

Month: January

Jsolad
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11:30 p.m.
10:30 p.m.
9:30 p.m.
8:30 p.m.
7:30 p.m.
6:30 p.m.
5:30 p.m.
4:30 p.m.
3:30 p.m.
2:30 p.m.
1:30 p.m.
12:30 p.m.
11:30 a.m.
10:30 a.m.
9:30 a.m.
8:30 a.m.
7:30 a.m.
6:30 a.m.
5:30 a.m.
4:30 a.m.
3:30 a.m.
2:30 a.m.
1:30 a.m.

12:30 a.m.



C.3: Systems

SYSTEMS
BASE SYSTEM
System Category

Variable Volume

System Type
Variable Volume Reheat
(30% Min Flow Default)

OPTIONS
Section Parameter Current Design

Cooling Type Mone
Type Ethalpy
Max outdoor air 100%

Economizer Schedule Available [100%)
Type _

Stage 1 Air-to-Air Sup-side Deck Y

Energy Exh-side Deck

Recovery/Transfer  |Schedule
Type &

Stage 2 Air-to-Air Sup-side Deck 2

Energy Exh-side Deck

Recovery/Transfer  |Schedule

TEMP/HUMIDITY

Section

Design Air
Temperature

Parameter

Cooling Supply Max

Cooling Supply Min

Heating Supply Max

Heating Supply Min

Supply Duct Temperature

Difference

Current Design
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Parameter Current Design

Static Pressure Full Load Energy
Fan [in. wg) Rate Schedule
Primary Centrifugal 4 30 Nominal HP LANL Vent Schedule
Return Centrifugal 4 30 Nominal HP LANL Vent Schedule|
System Exhaust 90.1-13 Min VAV AF 2 5 Nominal HP Available [100%)

Room Exhaust

None

Option Vent Nane
Auxilary Nane
COILS

Parameter Current Design

People 75

Lights 75
Diversi Misc Loads 100

Capacity Capacity Units Schedule
% of Design Cooling

Main Cooling 100% Capacity LANL Vent Schedule
Main Heating 100% % of Design Capacity LANL Vent Schedule|
Preheat 100% % of Design Capacity LANL Vent Schedule
Reheat 100% % of Design Capacity LANL Vent Schedule
Humidification MNone

-

optional
exhaust/return
fan

WAV terminal

S

miain heating/
reheat coil

primary
fan

&

prehaat cooling
cail coil

-

20



C.4: Plants

PLANTS
COOLING PLANT

Parameter

Equipment

Equipment Type

Baseline Design

90.1-12 Min Air Cooled Chiller > 150 tons Path A

Heat Rejection

Sequencing Type Single
Air-Cooled Chiller Reject Condenser Heat Heat Rejection Equipment
Type 90.1 Min Air Cooled Condenser

Hourly ambient wet bulb offset

To be calculated

Thermal Storage

Operating Mode

Type

Capacity

None
Energy Rate

Cooling To be calculated 10.1 EER (compressor only)
Heat Recovery To be calculated To be calculated
Tank Charging To be calculated To be calculated

Tank Charging & Heat Recovery
Pumps
Primary Chilled water

To be calculated

Type
90.1 Min CV Chilled Water Pump

To be calculated
Full Load Consumption
To be calculated

Condenser water

To be calculated

To be calculated

Heat recovery or aux condenser

To be calculated

To be calculated

HEATING PLANT

Parameter

Equipment

Equipment Type

Baseline Design
90.1-13 Min Boiler, HW, Oil > 2500 MBhr

Capacity To be calculated
Boiler Energy Rate 82
Type Heating Water Circ Pump
Hot Water Pump Full Load Consumption To be calculated
Thermal Storage Type None

Controls

Equipment Schedule

Available (100%)

Cooling Plant

Heating Plants G

Air-cooled
chiller

Boiler

Air-cooled
condenser

Primary chilled
water pump

Hot Water
Pump
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C.5: Room Templates

C.5.1 Break Room Template

INTERNAL LOAD

People

The People Activity Type entry allows you ko
select typical people densities and loads from the

Type Internal & Airflow Loads Library, Cafekeria
Diensity -- 20 5q Friperzon)
Schedules allow wau ta define 24-hour percentage
profiles For the variable loads in the room, such az
people, lights, miscellaneous cquipment,
Fchedule wenkilation, infilbration, and mare, LAML Ereak Room
Fengible Heat Gain = 275
Lakent Heat Gain E= 250

‘wharstations

D-:i:-itl.l

Thixz field defines the number [or denzity] of
computer workstations lacated in the room.

1] worhstatianﬁ.‘ptrsom

Lighting

Type

The Lighting Type entry allows you ko select
typical lighting properties from the Internal &
Airflaw Loads Library. Wou may chaose 2 standard
member from the library supplicd with the program
ar create your awn library member. Praperty
Factars include: lighting fixturs type, ballast
factor, or percent lighting load bo plenum.

LED Lighting 100% Load Zpacey

Heat Gain

Pay special attentian ta the lighting laad amaunt
that iz azsigned bo the space, Fince lighting often
accounts For a large porkion of a space’s load, the
amount of laad ko the space can have a significant
effeck on the required space airflows, For example,
if a room conkains 100 Watks of lighting, a fixture
that azzigns all of that laad ta the space will result
in higher space airflows than a fixture that only
releazes 20% of the load ta the space, since space
airflows are calculated using the space sensible

1.3 wiisg ft

Echedule

Fame a5 abaove.
o

LARNL Office: Zchedule]

Mizcellancaus Laads

Typ:

The Mizcellaneaus Loads Type ficld allaws yau ta
zelect bypical mizcellaneous cquipment properkics
fram the Internal & Airflaw Loads Library, 7ou mag
choose a standard member from the library
sypplicd with the program or create your own
library member. Thiz library conkains infarmatian
pertaining to power consumption and heat
releazed for a piece of equipment. Thiz infarmatian
iz uzed ta determine the roam [andfor plenam]
heat gain due to that equipment, These walues can
be averride on the Create Booms Section.

Cold Beverage f Yending
Tilachine: 1.26 wisq fr

Refrigerator: .26 wisg fr

Echedule

Same a5 abave,

Aurailable (100%)

Encrgy Meter

Select the Encrgy Meter from the drop-down list.
Thiz field need only be used if you are performing
an chergy analysis. 16 iz wsed ta tell the pragram
wehat utility type iz being used bo produce the

Electricity

Diata Center Equipments

filo

22



AIRFLOW

Main Zupply

Coaling

H-:ati_nq

Wentilation

Plethod

AZHRAE £2.1

Typs

The Wentilation Type entry allows you ko select
typical ventilation [autside air) requirementzfloads
from the Internal & Airflow Loads Library, 7o may
choose a standard member from the libraryg
supplicd with the program ar creake pour own

Ereak Rooms

People-bazed Wentilation

5 cfmi'zq Ft

Arca-based Wentilation

0.06 cfmi'sq Fr

Schedule

Eame as above.
i

LARML Went Zchedul:]

Infilkraticn

Typ:

This ficld allows wou to select kypical infiltration
loads From the Inkernal & Airflow Loads Library.
T'ou may choose 2 standard member from the

library supplicd with the program or create your

Caaling

Heating

Infiltration iz intended o model outzide air
enkering the room through windows, leaky
construction, or doors. The coaling infiltration
airflow iz uzed For the cooling design calculations
and the heating infiltration airflow iz used for the
heating design calculations.

Scheduls

Fame as above.

Eed 62.1-2004-2010

Clg Ez

The aane air distribution cffectivenzzz for caaling
[Clg Ez] iz 2 meazure of how thoroughly the
cooling supply airflow mixes with the air in the
breathing 2one [which iz basically the air up ko six
fect above the Floor). Thiz effectiveness iz bazed
an the location of the supply and return air grilles,
the velacity of the airflaw, and the proximity of the
makeup air grille ko the cxhaust air grille. IF the
zpecific Clg Ea Far the room iz known, thiz
percentage can be entered manually by choozing
Custom.

Ceiling clg supply, ceiling|
rekurn, 1IZIIII?E|

Heg Ez

The zane air distribution cffectivenzss for heating
[Heg Ez] iz 2 meazure of how thoroughly the
heating supply airflow mixes with the air in the
breathing 2one [which iz basically the airup ta &
fect above the Floor). Thiz effectiveness iz bazed
ah the lazation of the zupply and return air grilles,
the temperature of the supply airflow, and the
proximity of the makeup air grille to the exhaust air
grillz. If the specific Heg Ez Far the room iz known,
thiz percentage can be entered manually by

Ceiling supply = trm+15F, ceiling
rekurn, S0%)

Er

The recirculation effeckiveness [Er) iz used only
when the air handling system has a secondary
venkilation path, such az 2 fan-powered ¥AY or
dual duct VAN sypstem.

DCY Mlin OA Intake

Raoom Exhaust

wenkilakion air required for a space when CO2-
bazed demand control ventilation controls are
ackive. This fizld iz only activated if Apply to
AEHRAE Std B2 1-2004 iz set ko ez In

Raom exhaust iz defined 22 raom air that iz
exhausted directly from the room ko the
atmosphere. Bathroom exhaust, laboratory, or
kitchen hood exhaust are tppical examples. This air
does not mix with the return air and the return
airflow seen by the main cooling coil iz reduced by
the respective amaunt of Raoom Exhaust Airflow -
Infiltration Airflow. Thiz may impact returndexhaust

Rate fan sizing, plenum psychrometrics, and the

Schedule Eame az abowve

Clg v&'% min == -

Heg W ma -- -

Zcheduls Fame as above, LAMNL Went Scheduls
This fizld iz uzed ko model a hpbrid YAY system. [k

WA Contral would typically be used on a Fan-powered Wasy

system. Thiz allows the user to incorporate shutoff
WaAY boxes in certain zones connecked booa Fan
powered system where fan powered boxes are not

Tuype: r-:ql.ir-:d [far cxaﬂplc. an i_r.l:cric-r :c-r.-:_-:'l. Diefault
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C.5.2 Conference Room Template

INTERNAL LOAD
Tupe == Conference Room|
Density - 20 = flpersan
People Scheduls == LAML Office Scheduls
Sensible Heat Gain - 245
Latent Heat Gain == 125
‘Worstations Dlensity -- 1 workstation ! persan
Tupe - LED Lighting 1002 Load Space|
Lighting Heat Gain == 1.3 % =g it
Sicheduls == LAML Office Scheduls
Tupe == Sitd, Office Equipment
Ererqu - 0.4 'wilzq fr
Mizcellaneous Loads Schedule == LAMNL Office Scheduls
Energy Meter - Electricity
Data Center Equipment? == Mo
AIRFLOW
Main Supply Cooling -
Heating ==
Methad == ASHRAE 621
Tupe == Conference ! meeting
Ventilation People-based Yentilation == Sefmizq fy
frea-baszed Wentilation Rate == 0.06 cfmisg iy
Schedule == LANL Went Schedule
Tupe ==
Irfiltration Coolilng
Heating -
Sichedulz ==
Ceiling elg supply, ceiling retumn,
ClgEz == 100
Ceiling supply * trm+15F, ceiling|
Std 62.1-2004-2010 HigEx - return, B3
Er ==

OCY Min 04 Intake

Room Exhaust

Rate

Scheduls

WAV Control

Clg VA% min

Heg VAN max

Schedule

LAML Vent Scheduls|

Tupe

Clef zul
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THERMOITAT

Thermostat settings

Cooling Dry Bulb

This value represents the thermostat setpoint for
the room during cooling design calculatians. [t i=
uzed bo calculate room cooling loads, design

cooling coil capacities, and design fan capacities.

T2

Heating Dry Bulb

This value represents the thermastat zetpoint for
the room during heating design calculations, It iz
uzed ko calculate raom heating laads, dezign

heating coil capacities, and design fan capacities.

2

Relative Humidity

Thiz value represents the relative humidity setpoint
faor the roam during cooling design calculations.
Enter thiz value 2z 3 whale number percentage [ic.
50% FH would be entered as 50, not 0.50].

50

Caoaling Driftpaint

The cooling thermastat drifkpaink iz the highest
tempeerature that the room iz allowed to drift up to
during periods of low or no occupancy. [This is
alza referred bo as the coaling setup bemperature.)
IF the room temperature starks bo rise above thiz
walue, the available cooling equipment will be
activated to allow cooling of this room.

6

Heating Driftpaink

The heating thermaostak drifepoint iz the lowest
temperature that the roam iz allawed ta drift down
to during periods of low or no accupancy. [Thiz iz
alza referred to as the heating setback
temperature.] IF the room bemperature skarks ka Fall
below thiz value, the available heating equipment
will be activated ko allow heating of this room.

BT

Cooling Echedule

Tao define the cooling thermostat schedule: use the
Schedule Utility [LibrargTemplate cditers] to
define a3 caaling thermastat prafils and then enker
the zchedule code name in thiz ficld.

LARL ent Zchedule

He:-l:i_nq Echedule

To define the heating thermostat schedule: use thie
Schedule Utility [LibrarpTemplate editars) ta
define 3 cooling thermostat profile and then enter
the zchedule code name in khiz fizld.

LARL "Went Echeduls

. Thermostat -- Foom|
Zenzor Locations
CO2 Zenzar -- Fh:md

Humidity

Enter the room's moisture capacitance as cither
Meone, Low, Medium, or High, & selection of Mone
means that the roam haz no maizture capacitance,
i, the room moisture levels are steady state from
one hour bo the next and 5o the room relative
humidity iz purcly a function of the maiskure
entering and leaving the room that howr; none i=
abzorbed. Choose cither Low, Medium, or High
when moisture-abzorbing materials and Furnizhings
are prezent in khe space. For example, 2 gymnasiom
ar cafeberia would have little maisture capacitanc:
and would typically be represented by a Low

Mloisture Capacitance selection. & library, with its numerous books, FMons
Humidiztat Location -- Manc]
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C.5.3 Corridor Template

INTERMAL LOAD
Type General Office Space
Density 143 sq ft / person
People Schedule LANL Office Schedule
Sensible Heat Gain 235
Latent Heat Gain 105
Worstati
orstations Density o
Type LED Lighting 100% Load Space
Lighting Heat Gain 0.5 W/ sq ft
Schedule LANL Office 3chedule
Type
. Energy i
Miscellaneous Loads Schedule &

Energy Meter

Data Center Equipment?

AIRFLOW
R Cooling
Main Supply Heating
Method Sum of Qutdoor Air|
Type Corridors
Ventilation Cooling 0 cfm/person
Heating 0.06 cfm [ sq ft
Schedule LANL Vent Schedule
Type
Infiltration Ecliie
Heating
Schedule
Ceiling clg supply, ceiling
Clg Ez return, 100%
Ceiling supply > trm+15F, ceiling
Std 62.1-2004-2010 Htg Ez return, 80%
Er
DCV Min QA Intake
Rate 0 air changes/hr|
Room Exhaust
Schedule
Clg VAV min
Htg VAV max -
VAV Cantrol Schedule LANL Vent Schedule
Type Default]
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C.5.4 General Office Template

INTERNAL LOAD

Type = General Office Epace
Dznzity -- 2 people ar 120 =g ft/persan
Feople Echedule = LAML Office Schedule
Zensible Heat Gain = 250 Btu'h
Latent Heat Gain -- 200 Etulh
worstations Dicnsity = 50 5g Frtwork statioJ
Type -- LED Lighting 100% Load Epace
Lighting Heat Gain = 1.3 wisg fr
Echeduls = LARL Qiffice Schedule]
Type = Std. Office Equipment
Mizcellancous Loads
Encrgy -- 15w/izq Fr
Echedule = LAML Office Echeduly
Energy Reter == Eleckriciky]
Diata Cenber Equipment® = [l
_AIRFLOW
Main Zupply Cm:-!lng =
Heatmq --
Method = AEHRAE 621
Typ: == Office spacy
Wentilation Prople-bazed Wentilation = 5 cfmiperson
Arca-bazed Wentilation == .06 cFmi'sq Fr
Schedule == LAML Vet Echedul:]
Typ: ==
Infiltratian Ecoling
Heating ==
Schedule ==
ClgEz = BLOINEA |
Stel £2.1-2004-2010 :tg = = reburn, 80%
T -

DG Mlin 04 Inkake

Room Exhaust

Bate: -- 0 air changesthr
Clg %A% min = --
Hig &% max = --
Wik Cantral Scheduls = LANL Y ent Scheduls
Tupe -- D-:faultl
THERMOSTAT
Cooling Ory Bulb - T2
Heating Cry Bulb - T2
Fielative Humidity - 0
Thermoztat settings Cooling Driftpoint : 78
Heating Criftpoink - E7)
Coaling Scheduls - LARL Went Scheduls
Heating Schedule - LARL Went Schedule
. Thermostat - Foom
Sensor Locations 0% Sensor - Tlons
Hurmidit MMoisture Capacitance - Mong
MmIERy Hurmidiztat Location - Mane

27



C.5.5 IT and Communications Template

INTERNAL LOAD

Feople

Type -- General Office Space
Density -- 40 =q fr! person|
Scheduls -- LARL Office Schedule
Sensible Heat Gain -- 260
Latent Heat Gain -- 200

Warstations Density - 3 workstations
Type -- LED Lighting 1003 Load Space|
Lighting Heat Gain -- 1.3 Wisg i
Schedule -- LARL Office Schedule
Eight, 240 Ouple: Recepticales:
1.82 kw
Tupe Four, 2400 Twist-lock]
Mizcellanecus Laads Fieceptacles for Equipment
Cabingts: 9.6kW
Schedule -- LAML Office Schedule
Energy Meter -- Electricit
Dlata Center Equipment? -- Nog'l

C.5.6 Printing/Copying Room Template

INTERNAL LOAD

Feople

Type - General Office Space
Denzity -- 100 =q fif person)
Schedule -- LARL Office Schedule
Sensible Heat Gain - 260
Latent Heat Gain -- 200

‘wWaorstations Oen=ity -- 1 work.station ! person|
Type -- LED Lighting 1003 Load Space
Lighting Heat Gain -- 1.3 'wit=g Fr
Schedule -- LARL Office Schedule)
Type -- Diffice Copier
Energy -- E 00w
Miscellanecus Loads Schedule -- LARML Office Schedule
Energy Meter - Electricit
Dlata Center Equipment? -- Mng'l
AIRFLOW
. Cooling --
Main Supply Heating —
Rethod -- ASHRAE 621
Typ= -- Oiffice Space|
Wentilation Feople-bazed Wentilation -- ]
Area-based Wentilation -- 0.5
Schedule -- LARML Went Schedule
Tupe --
Infiltration Cooling
Heating -
Schedule --
Ceiling clg supply, ceiling return,
Clg Ez -- 10025
Std 2.1-2004-2010 Ceiling supply > trm+15F, ceiling
Hig Ez -- return, 805
Er --
DOCY Min OA Intake --
Rate -- B cimisg H
IFtereT (s Schedile = LARL Vent Sohedile]
Clg WA min -- --
Heg WA ma -- --
e el Schedule = LANL Vent Schedule
Type -- Oefault
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C.5.7 Reception Areas Template

INTERNAL LOAD

Type Reception Area
Density 16.7
People Schedule LAML Office Schedule
Sensible Heat Gain 245
Latent Heat Gain 155

Worstations Density 1 workstation
Type LED Lighting 100% Load Space
Lighting Heat Gain 1.3 W/sq ft
Schedule LANL Office Schedule
Type Std Office Equipment
Energy 5 W/sq ft
Miscellaneous Loads Schedule LANL Office Schedule
Energy Meter Electricity
Data Center Equipment? No
C.5.8 Rednet Room Template
INTERMAL LOAD
Type Mone
Density 0
People Schedule Storage
Sensible Heat Gain 0
Latent Heat Gain 0
Worstations Density ol
Type LED Lighting 100% Load Space
Lighting Heat Gain 1.3 W/sq ]
Schedule LAML Office Schedule
3 Server Racks: 6 kW.
Type
Cooling Load 7.5 kW
Miscellaneous Loads
Schedule Available [100%), Available [50%)
Energy Meter Electricity|
Data Center Equipment? Mo
C.5.9 Restroom Template
INTERNAL LOAD
Type MNone
Density 3
Peaple Schedule LAMNL Break Room
Sensible Heat Gain 225
Latent Heat Gain 105
Worstations Density o
Type LED Lighting 100% Load Space
Lighting Heat Gain 0.9 W/sq ft]
Schedule LANL Office Schedule
Type
Energy .
Miscellaneous Loads Schedule o
Energy Meter
Data Center Equipment?
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AIRFLOW

- Cooling
Main Supply Eiie
Method Sum of Outdoor Air
Type Restroom
Ventilation Cooling 2ofm
Heating 2 ofm
Schedule LANL Vent Schedule
Type
Infiltration Eaaling
Heating
Schedule
Ceiling clg supply, ceiling
Clg Ez return, 100%
Ceiling supply > trm+15F, ceiling
5td 62.1-2004-2010 Htg Ez return, 80%
En
DCV Min OA Intake
Rate 0 air changes/hr
Room Exhaust
Schedule
Clg VAV min
Htg VAV max
VAV Control Sthedule LANL Vent Schedule
Type Default
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Appendix D: Conceptual Floor Plans and Elevations
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PROJECT INFORMATION

o
:

Location
Building owner
Program user
Company
Comments

By
Dataset name

Calculation time
TRACE® 700 version

Location

Latitude

Longitude

Time Zone
Elevation
Barometric pressure

Air density

Air specific heat
Density-specific heat product
Latent heat factor

Enthalpy factor

Summer design dry bulb
Summer design wet bulb
Winter design dry bulb
Summer clearness number
Winter clearness number
Summer ground reflectance
Winter ground reflectance
Carbon Dioxide Level

Design simulation period
Cooling load methodology
Heating load methodology

WING_TEMPLATE_PROCESSING

LANL

Z:\2018\Individual Projects\Applicability of Modular
Net-Zero Campus\TRACE 700\Baseline.trc

02:09 PM on 08/06/2018

6.3.4

Los Alamos, New Mexico

36.0 deg

106.0 deg

7

7,410 ft

22.5 in. Hg

0.0570 Ib/cu ft
0.2444 Btu/lb-°F
0.8355 Btu/h-cfm-°F
3,677.8 Btu-min/h-cu ft
3.4181 Ib-min/hr-cu ft
89.0 °F

60.0 °F

5.0 °F

1.10

1.05

0.20

0.20

400 ppm

January - December
RTS (Heat Balance)
CLTD-CLF (ASHRAE-TFM)

TRACE 700

comprehensive building analysis
software from Trane



Alternative 1

System Component Selection Summary

By LANL

System Description:

Base System

System Type: Variable Volume Reheat (30% Min Flow Default)
Number of Zones: 18
Number of Rooms: 70
Component Sizing Method Location Quantity
Cooling
Main Clg Coil Block System 1
Primary Clg Fan Block System 1
Heating
Main Htg Coil Peak Zone 18
Preheat Coll Peak System 1 Peak sizing for VAV systems based on worst case of design airflow and 100% OA at minimum airflow
Miscellaneous
System Exhaust Fan Vent+Inf-RmExh System 1
Return Fan Return Airflow System 1
VAV Boxes Block Zone 18
Coil Location Cooling Coil Selection
Time Sensible Airflow At
Of Peak Total Capacity Capacity Coil Peak Enter DB/ WB/ HR Leave DB/ WB/ HR
System  Zone Room Component Mo/Hr ton MBh MBh cfm °F °F gr/lb °F °F gr/lb
Base System Main Clg Coil 7/15 64.5 773.7 638.9 26,850 80.5 583 61.7 522 46.1 518
Coil Location Heating Coil Selection
Entering Leaving
Total Capacity Airflow Dry Bulb Dry Bulb
System  Zone Room Component MBh cfm °F °F
Base System Preheat Coil -460.3 11,680 5.0 52.2
Zone - 001 Main Htg Coil -23.7 303 52.2 145.8
Zone - 002 Main Htg Coil -16.2 575 52.2 85.8
Zone - 003 Main Htg Coil -18.3 515 52.2 94.6
Zone - 004 Main Htg Coil -0.9 44 52.2 76.2
Zone - 005 Main Htg Coil -0.9 44 52.2 75.7
Zone - 006 Main Htg Coil -0.9 45 52.2 75.9
Zone - 007 Main Htg Coil -0.8 43 52.2 75.4
Zone - 008 Main Htg Coil -0.8 43 52.2 75.0
Zone - 009 Main Htg Coil -0.9 56 52.2 70.3
Zone - 010 Main Htg Coil -0.6 30 52.2 74.4
Zone - 011 Main Htg Coil -0.5 30 52.2 70.8
Zone - 012 Main Htg Coil -0.5 30 52.2 72.6
Zone - 013 Main Htg Coil -0.4 27 52.2 70.7
Zone - 014 Main Htg Coil -0.5 30 52.2 70.0
Zone - 015 Main Htg Coil -2.9 188 54.1 72.5
Zone - 016 Main Htg Coil -10.7 712 52.4 70.3
Zone - 017 Main Htg Coil -7.0 455 51.8 70.3
Zone - 018 Main Htg Coil -9.9 338 52.2 87.3

Project Name:
Dataset Name:

Baseline.trc

TRACE® 700 v6.3.4 calculated at 02:09 PM on 08/06/2018
Alternative - 1 System Component Selection Summary Page 1 of 4



System Component Selection Summary
By LANL

Component Location Miscellaneous Component Selection

SADB Clg VAV Htg VAV
Design Airflow  Outside Air Clg  Htg Minimum  Maximum
System  Zone  Room Component cfm Ach/hr % °F °F cfm cfm
Base System Primary Fan 29,228 40.0 55.0 12,086 12,086
Base System Return Fan 33,643
Base System Optional Vent Fan 11,680 100
Base System System Exhaust Fan 29,228
Zone - 001 VAV Box 1,778 34.6 55.0 146.0 624 303
Office1 Diffuser 1,818 14.8 31.2 575 575
Office2 Diffuser 697 16.2 29.6 209 209
Office3 Diffuser 1,543 11.8 329 515 515
Zone - 002 VAV Box 1,818 31.2 55.0 86.0 575 575
Office4 Diffuser 697 16.2 29.6 209 209
Office5 Diffuser 697 16.2 29.6 209 209
Office6 Diffuser 524 12.2 29.6 157 157
Zone - 003 VAV Box 1,543 32.9 55.0 95.0 515 515
Office7 Diffuser 524 12.2 29.6 157 157
Office8 Diffuser 697 16.2 29.6 209 209
Office9 Diffuser 495 8.4 29.6 149 149
Zone - 004 VAV Box 3,135 4.9 55.0 76.0 157 44
Office10 Diffuser 739 12.5 29.6 222 222
Office11 Diffuser 1,120 18.9 29.6 336 336
Office12 Diffuser 697 16.2 29.6 209 209
Workspace 1 Diffuser 682 3.9 29.6 205 205
Zone - 005 VAV Box 4,290 3.6 55.0 76.0 157 44
Office13 Diffuser 3,135 9.3 4.9 157 44
Office14 Diffuser 524 12.2 29.6 157 157
Office15 Diffuser 697 16.2 29.6 209 209
Zone - 006 VAV Box 5,632 4.6 55.0 76.0 260 45
Office16 Diffuser 697 16.2 29.6 209 209
Office17 Diffuser 4,290 10.1 3.6 157 44
Office18 Diffuser 697 16.2 29.6 209 209
Zone - 007 VAV Box 7,737 2.8 55.0 75.0 221 43
Office19 Diffuser 772 14.1 29.6 232 232
Office20 Diffuser 1,100 15.9 29.6 330 330
Office21 Diffuser 5,632 11.0 4.6 260 45
Printer Area 2 Diffuser 43 4.1 29.6 43 43
Workspace 2b Diffuser 308 5.6 29.6 93 93
Zone - 008 VAV Box 9,900 1.5 55.0 75.0 154 43
Office22 Diffuser 1,086 25.7 29.6 326 326
Project Name: TRACE® 700 v6.3.4 calculated at 02:09 PM on 08/06/2018
Dataset Name: Baseline.trc Alternative - 1 System Component Selection Summary Page 2 of 4



System Component Selection Summary

By LANL
Component Location Miscellaneous Component Selection
SADB Clg VAV Htg VAV
Design Airflow  Outside Air Clg  Htg Minimum  Maximum
System  Zone  Room Component cfm Ach/hr % °F °F cfm cfm
Office23 Diffuser 737 18.3 29.6 221 221
Office24 Diffuser 514 12.8 29.6 154 154
Office25 Diffuser 7,737 11.1 2.8 221 43
Zone - 009 VAV Box 3,338 8.0 55.0 70.0 269 56
Break Room1 Diffuser 1,389 1.7 29.6 417 417
Conference Room1 Diffuser 1,577 13.3 29.6 473 473
Reception Area Diffuser 511 11.5 29.6 153 153
Zone - 010 VAV Box 11,176 0.2 55.0 74.0 30 30
Office26 Diffuser 737 18.3 29.6 221 221
Office27 Diffuser 9,900 12.0 1.5 154 43
Office28 Diffuser 737 18.3 29.6 221 221
Zone - 011 VAV Box 4,710 0.2 55.0 71.0 30 30
Office29 Diffuser 882 20.9 29.6 264 264
Office30 Diffuser 764 17.5 29.6 229 229
Office31 Diffuser 3,338 11.8 8.0 269 56
Zone - 012 VAV Box 18,837 0.0 55.0 73.0 30 30
Corridor 1 Diffuser 676 1.4 29.6 221 221
Corridor 2 Diffuser 538 1.4 29.6 174 174
Corridor 3a Diffuser 70 1.5 29.6 21 21
Corridor 3b Diffuser 11,176 12.4 0.2 30 30
Corridor 3¢ Diffuser 61 1.5 29.6 19 19
Corridor 3d Diffuser 70 1.5 29.6 21 21
Corridor 4a Diffuser 33 1.5 29.6 10 10
Corridor 4b Diffuser 4,710 12.8 0.2 30 30
Entrance Vestibule Diffuser 1,159 35.5 29.6 348 348
North Stairwell Diffuser 375 5.8 29.6 113 113
South Stairwell Diffuser 473 7.3 29.6 142 142
Zone - 013 VAV Box 1,498 0.3 55.0 71.0 30 27
Conference Room 2 Diffuser 966 71 29.6 318 318
Printer Area 1 Diffuser 43 41 29.6 43 43
Workspace 2a Diffuser 308 5.6 29.6 93 93
Workspace 3 Diffuser 201 4.8 29.6 60 60
Zone - 014 VAV Box 2,271 1.1 55.0 70.0 30 30
Equipment Room Diffuser 135 53 29.6 41 41
Small Mechanical Room Diffuser 2,079 56.9 29.6 624 624
Storage Room Diffuser 68 1.5 29.6 21 21
Zone - 015 VAV Box 18,837 0.6 55.0 73.0 188 188
Project Name: TRACE® 700 v6.3.4 calculated at 02:09 PM on 08/06/2018
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System Component Selection Summary

By LANL
Component Location Miscellaneous Component Selection
SADB Clg VAV Htg VAV
Design Airflow  Outside Air Clg  Htg Minimum  Maximum
System  Zone  Room Component cfm Ach/hr % °F °F cfm cfm
Janitor Closet Diffuser 17 1.5 29.6 5 5
Mens Restroom Diffuser 152 1.7 29.6 46 46
Printer Area 3 Diffuser 62 41 29.6 62 62
Storage Area 2 Diffuser 18,837 7.6 0.0 30 30
Womens Restroom Diffuser 152 1.7 29.6 46 46
Zone - 016 VAV Box 2,367 28.7 55.0 70.0 715 712
Electrical Equipment Room Diffuser 58 1.5 29.6 18 18
Fire Riser Room Diffuser 1,498 6.2 0.3 30 27
Large Mechanical Room Diffuser 2,208 171 29.6 662 662
Storage Room 2 Diffuser 15 1.5 29.6 5 5
Zone - 017 VAV Box 2,271 19.6 55.0 70.0 455 455
Communications Room Diffuser 167 5.2 29.6 50 50
Network Room Diffuser 2,271 20.9 1.1 29 30
Rednet Room Diffuser 1,250 75.7 29.6 375 375
Zone - 018 VAV Box 1,094 30.5 55.0 87.0 338 338
Office 32 Diffuser 247 16.1 29.6 74 74
Office 33 Diffuser 440 23.0 29.6 132 132
Office 34 Diffuser 440 23.0 29.6 132 132
Project Name: TRACE® 700 v6.3.4 calculated at 02:09 PM on 08/06/2018

Dataset Name: Baseline.trc Alternative - 1 System Component Selection Summary Page 4 of 4



ENERGY CONSUMPTION SUMMARY

By LANL
Elect Ol Water % of Total Total Building Total Source
Cons. Cons. Cons. Building Energy Energy*
(kWh) (kBtu) (1000 gals) Energy (kBtu/yr) (kBtu/yr)
Alternative 1
Primary heating
Primary heating 388,092 272 % 388,092 408,517
Other Htg Accessories 3,862 11 09 % 13,179 39,542
Heating Subtotal 3,862 388,092 11 281 % 401,271 448,060
Primary cooling
Cooling Compressor 23,462 56 % 80,075 240,248
Tower/Cond Fans 1,820 04 % 6,210 18,632
Condenser Pump 00 % 0 0
Other Clg Accessories 876 0.2 % 2,990 8,970
Cooling Subtotal.... 26,157 6.3 % 89,274 267,850
Auxiliary
Supply Fans 72,984 175 % 249,095 747,361
Pumps 25,264 6.1 % 86,225 258,699
Stand-alone Base Utilities 0.0 % 0 0
Aux Subtotal.... 98,248 235 % 335,320 1,006,060
Lighting
Lighting 41,133 99 % 140,386 421,200
Receptacle
Receptacles 134,651 322 % 459,562 1,378,824
Cogeneration
Cogeneration 0.0 % 0 0
Totals
Totals** 304,050 388,092 1" 100.0 % 1,425,813 3,521,994

* Note: Resource Utilization factors are included in the Total Source Energy value .
** Note: This report can display a maximum of 7 utilities. If additional utilities are used, they will be included in the total.

Project Name: TRACE® 700 v6.3.4 calculated at 02:09 PM on 08/06/2018
Dataset Name:  Baseline.trc Alternative - 1 Energy Consumption Summary report page 1




MONTHLY ENERGY CONSUMPTION
By LANL

Monthly Energy Consumption

Utility Jan Feb Mar Apr May June July Aug Sept Oct Nov Dec Total
Alternative: 1 Modular Baseline
Electric
On-Pk Cons. (kWh) 22,052 20,246 24,449 22,630 28,566 33,340 29,460 31,025 24,635 24,016 22,219 21,411 304,050
On-Pk Demand (kW) 104 103 107 17 155 177 171 158 142 13 102 102 177
Oil
Cons. (therms) 982 633 295 137 52 35 35 54 88 191 469 912 3,881
Water
Cons. (1000gal) 1 1 1 1 1 1 1 1 1 1 1 1 1
Energy Consumption Environmental Impact Analysis
Building 57,898 Btu/(ft2-year) Cc0O2 544,030 Ibm/year
Source 143,019 Btu/(ft2-year) SO2 451 gm/year
NOX 1,215 gm/year
Floor Area 24,626 ft2

Project Name:

Dataset Name: Baseline.trc

TRACE® 700 v6.3.4 calculated at 02:09 PM on 08/06/2018
Alternative - 1 Monthly Energy Consumption report Page 1 of 1



EQUIPMENT ENERGY CONSUMPTION

By LANL

Alternative: 1 Modular Baseline

------- Monthly Consumption

Equipment - Utility Jan Feb Mar Apr May June July Aug Sept Oct Nov Dec Total
Lights
Electric (kWh) 3,414.2 3,089.0 3,739.3 3,251.6 3,576.8 3,576.8 3,251.6 3,739.3 3,251.6 3,576.8 3,414.2 3,251.6 41,132.7
Peak (kW) 25.5 25.5 25.5 25.5 25.5 25.5 25.5 25.5 25.5 25.5 25.5 25.5 25.5
Misc. Ld
Electric (kWh) 6,814.9 6,165.8 7,461.8 6,490.7 7,138.3 7,137.6 6,491.5 7,461.8 6,490.7 7,138.3 6,814.2 6,491.5 82,097.0
Peak (kW) 31.8 31.8 31.8 31.8 31.8 31.8 31.8 31.8 31.8 31.8 31.8 31.8 31.8
IT Equipment Energy [PUE =5.786, WUE = 0.779 L/kWh]
Electric (kWh) 4,463.5 4,031.5 4,463.4 4,319.5 4,463.4 4,319.4 4,463.5 4,463.4 4,319.5 4,463.4 4,319.5 4,463.5 52,553.5
Peak (kW) 6.0 6.0 6.0 6.0 6.0 6.0 6.0 6.0 6.0 6.0 6.0 6.0 6.0
Cooling Coil Condensate
Recoverable Water (1000gal) 0.0 0.0 0.0 0.0 0.0 0.1 0.6 0.2 0.0 0.0 0.0 0.0 0.9
Peak (1000gal/Hr) 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0
Cpl 1: Cooling plant - 001 [Sum of dsn coil capacities=65.54 tons]
Air-cooled chiller - 001 [Clg Nominal Capacity/F.L.Rate=65.54 tons / 77.87 kW]  (Cooling Equipment)
Electric (kWh) 336.8 304.2 4427 720.5 3,219.3 6,605.9 4,790.6 3,896.5 1,926.8 555.9 325.9 336.8 23,461.6
Peak (kW) 5.6 5.6 12.4 19.4 53.2 70.3 66.7 56.1 40.1 14.6 5.8 5.6 70.3
90.1 Min Air Cooled Condenser [Design Heat Rejection/F.L.Rate=87.69 tons / 4.85 kW]
Electric (kWh) 5.1 49 14.8 33.9 282.8 546.1 405.7 346.9 145.8 222 6.1 5.2 1,819.5
Peak (kW) 0.0 0.0 1.0 1.8 4.1 47 47 43 3.4 1.2 0.2 0.0 47
90.1 Min CV Chilled Water pump [F.L.Rate=2.88 kW] (Misc Accessory Equipment)
Electric (kWh) 2,145.7 1,938.0 2,145.7 2,076.5 2,145.7 2,076.5 2,145.7 2,145.7 2,076.5 2,145.7 2,076.5 2,145.7 25,263.6
Peak (kW) 2.9 2.9 29 29 29 29 29 2.9 29 2.9 2.9 2.9 2.9
Cntl panel & interlocks - 0.1 KW [F.L.Rate=0.10 kW]  (Misc Accessory Equipment)
Electric (kWh) 74.4 67.2 74.4 72.0 74.4 72.0 74.4 74.4 72.0 74.4 72.0 74.4 876.0
Peak (kW) 0.1 0.1 0.1 0.1 0.1 0.1 0.1 0.1 0.1 0.1 0.1 0.1 0.1
Hpl 1: Heating plant - 002 [Sum of dsn coil capacities=688.9 mbh]
Boiler - 001 [Nominal Capacity/F.L.Rate=688.9 mbh / 8.40 Therms] (Heating Equipment)
Oil (therms) 981.7 632.7 294.6 136.8 51.7 34.7 34.9 53.7 88.2 191.5 468.8 911.6 3,880.9
Peak (therms/Hr) 8.4 8.4 53 25 1.2 0.4 0.4 0.4 1.6 29 6.8 8.4 8.4

Project Name:
Dataset Name: Baseline.trc

TRACE® 700 v6.3.4 calculated at 02:09 PM on 08/06/2018
Alternative - 1 Equipment Energy Consumption report page 1 of 2



Alternative: 1

Modular Baseline

EQUIPMENT ENERGY CONSUMPTION

By LANL

------- Monthly Consumption -----

Equipment - Utility Jan Feb Mar Apr May June July Aug Sept Oct Nov Dec Total
Hpl 1: Heating plant - 002 [Sum of dsn coil capacities=688.9 mbh]
Fuel oil circulation pump [F.L.Rate=0.77 kW]  (Misc Accessory Equipment)
Electric (kWh) 195.0 176.4 2135 185.7 204.2 204.2 185.7 210.4 185.7 204.2 195.0 185.7 2,345.5
Peak (kW) 0.8 0.8 0.8 0.8 0.8 0.8 0.8 0.8 0.8 0.8 0.8 0.8 0.8
Cntl panel & interlocks - 0.5 KW [F.L.Rate=0.50 kW] (Misc Accessory Equipment)
Electric (kWh) 126.0 114.0 138.0 120.0 132.0 132.0 120.0 136.0 120.0 132.0 126.0 120.0 1,516.0
Peak (kW) 0.5 0.5 0.5 0.5 0.5 0.5 0.5 0.5 0.5 0.5 0.5 0.5 0.5
Make-up water - 5.18e-006 gal/btu  (Misc Accessory Equipment)
Make Up Water (1000gal) 0.9 0.8 1.0 0.9 0.9 0.9 0.9 1.0 0.9 0.9 0.9 0.9 10.8
Sys 1: Base System
90.1-13 Min VAV AF Centrifugal [DsnAirflow/F.L.Rate=29,227 cfm / 22.37 kW]  (Main Clg Fan)
Electric (kWh) 2,354.5 2,316.7 3,010.3 2,796.0 3,763.1 4,439.4 3,860.7 4,401.9 3,116.6 2,961.6 2,573.1 2,279.2 37,872.9
Peak (kW) 16.6 16.9 19.0 21.6 224 224 22.4 22.4 224 20.5 17.4 15.5 224
90.1-13 Min VAV AF Centrifugal [DsnAirflow/F.L.Rate=33,642 cfm / 22.37 kW]  (Main Return Fan)
Electric (kWh) 1,851.4 1,817.4 2,362.1 2,195.6 2,955.9 3,499.5 3,038.1 3,461.1 2,446.9 2,325.4 2,021.5 1,791.1 29,765.9
Peak (kW) 13.1 13.3 14.9 16.9 18.0 18.4 17.8 17.7 17.9 16.1 13.7 12.1 18.4
90.1-13 Min VAV AF Centrifugal [DsnAirflow/F.L.Rate=29,227 cfm / 3.73 kW]  (System Exhaust Fan)
Electric (kWh) 270.4 2215 382.9 368.2 610.2 730.9 633.0 688.2 483.3 4157 275.2 266.2 5,345.5
Peak (kW) 1.9 2.2 3.2 36 3.7 3.7 3.7 3.7 3.7 34 2.9 2.1 3.7
Project Name: TRACE® 700 v6.3.4 calculated at 02:09 PM on 08/06/2018
Dataset Name: Baseline.trc

Alternative - 1 Equipment Energy Consumption report page 2 of 2



Modular Baseline

Base System

Percent
Design
Load
0-5
5-10
10-15
15-20
20-25
25-30
30-35
35-40
40-45
45-50
50 -55
55 - 60
60 - 65
65-70
70-75
75 - 80
80 -85
85-90
90 -95
95 -100
Hours Off

Project Name:
Dataset Name:

Baseline.trc

SYSTEM LOAD PROFILES

By LANL

---- Cooling Load ----
Cap. Hours Hours
(Tons) (%)
3.2 13 186
6.5 14 205
9.7 10 137
12.9 5 65
16.1 5 65
19.3 6 81
22.6 7 104
258 8 117
29.0 6 87
32.2 4 58
355 8 114
38.7 3 41
419 5 70
45.1 0 0
48.4 6 80
51.6 2 26
54.8 0 0
58.0 0 0
61.3 0 0
64.5 0 0
0.0 0 7,324

---- Heating Load ----

Cap. Hours Hours
(Btuh) (%)

-34,443.1 54 1,628
-68,886.2 16 488
-103,329.4 7 198
-137,772.5 3 106
-172,215.6 0 1
-206,658.7 1 36
-241,101.9 1 38
-275,545.0 2 74
-309,988.1 5 146
-344,431.2 1 44
-378,874.3 0 1
-413,317.5 0 0
-447,760.6 1 40
-482,203.7 0 0
-516,646.8 1 24
-551,089.9 2 54
-585,533.1 1 23
-619,976.2 1 34
-654,419.3 0 3
-688,862.4 2 74
0.0 0 5,728

---- Cooling Airflow ----

Cap.
(Cfm)
1,461.4
2,922.8
4,384.2
5,845.6
7,307.0
8,768.4

10,229.8
11,691.2
13,152.6
14,614.0
16,075.4
17,536.8
18,998.2
20,459.6
21,921.0
23,382.4
24,843.8
26,305.2
27,766.6
29,228.0
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(Cfm) (%)
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Modular Baseline
System Totals

Percent
Design
Load
0-5
5-10
10-15
15-20
20-25
25-30
30-35
35-40
40 - 45
45 - 50
50 - 55
55-60
60 - 65
65-70
70-75
75 - 80
80-85
85-90
90-95
95-100
Hours Off

Project Name:
Dataset Name:

Baseline.trc

SYSTEM LOAD PROFILES

By LANL

---- Cooling Load ----
Cap. Hours Hours
(Tons) (%)
3.2 13 186
6.5 14 205
9.7 10 137
12.9 5 65
16.1 5 65
19.3 6 81
22,6 7 104
25.8 8 17
29.0 6 87
32.2 4 58
35.5 8 114
38.7 3 41
419 5 70
451 0 0
48.4 6 80
51.6 2 26
54.8 0 0
58.0 0 0
61.3 0 0
64.5 0 0
0.0 0 7,324

---- Heating Load ----

Cap. Hours Hours
(Btuh) (%)

-34,443.1 54 1,628
-68,886.2 16 488
-103,329.4 7 198
-137,772.5 3 106
-172,215.6 0 1
-206,658.7 1 36
-241,101.9 1 38
-275,545.0 2 74
-309,988.1 5 146
-344,431.2 1 44
-378,874.3 0 1
-413,317.5 0 0
-447,760.6 1 40
-482,203.7 0 0
-516,646.8 1 24
-551,089.9 2 54
-585,533.1 1 23
-619,976.2 1 34
-654,419.3 0 3
-688,862.4 2 74
0.0 0 5,728

---- Cooling Airflow ----

Cap.
(Cfm)
1,461.4
2,922.8
4,384.2
5,845.6
7,307.0
8,768.4
10,229.8
11,691.2
13,152.6
14,614.0
16,075.4
17,536.8
18,998.2
20,459.6
21,921.0
23,382.4
24,843.8
26,305.2
27,766.6
29,228.0
0.0
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---- Heating Airflow----

Cap. Hours Hours

(Cfm) (%)
0.0
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Load / Airflow Summary

By LANL
Coil Coil Space VAV Main Coil Heating
Floor Cooling Cooling Design Air Minimum VAV Heating Fan Percent
Area People Sensible Total Max SA Changes SA Minimum Sensible Max SA OA
System Zone Room ** ft2 # Btu/h Btu/h cfm ach/hr cfm % Btu/h cfm Clg Htg
Alternative 1
Office1 Rm Peak 775 12.0 24,559 30,258 1,917 14.84 575 30 -16,154 0 31.2 100.0
Office2 Rm Peak 258 4.0 8,625 10,624 697 16.17 209 30 -5,802 0 29.6 100.0
Office3 Rm Peak 871 12.0 25,543 31,269 1,716 11.81 515 30 -18,264 0 32.9 100.0
Zone - 001 Zn Peak 846 28.0 30,520 37,540 4,329 14 -23,717 996 34.6 100.0
Zone - 001 Zn Block 846 28.0 22,356 29,300 1,778 35 -13,179 996 34.6 100.0
Office4 Rm Peak 258 4.0 8,625 10,624 697 16.17 209 30 -5,802 0 29.6 100.0
Office5 Rm Peak 258 4.0 8,625 10,624 697 16.17 209 30 -5,802 0 29.6 100.0
Office6 Rm Peak 258 4.0 7,309 9,010 524 12.16 157 30 -4,550 0 29.6 100.0
Zone - 002 Zn Peak 775 12.0 24,559 30,258 1,917 30 -16,154 0 31.2 100.0
Zone - 002 Zn Block 775 12.0 22,706 27,806 1,818 32 -16,154 0 31.2 100.0
Office7 Rm Peak 258 4.0 7,309 9,010 524 12.16 157 30 -4,550 0 29.6 100.0
Office8 Rm Peak 258 4.0 8,625 10,624 697 16.17 209 30 -5,802 0 29.6 100.0
Office9 Rm Peak 355 4.0 10,067 12,093 495 8.38 149 30 -7,912 0 29.6 100.0
Zone - 003 Zn Peak 871 12.0 25,543 31,269 1,716 30 -18,264 0 329 100.0
Zone - 003 Zn Block 871 12.0 24,609 29,362 1,543 33 -18,264 0 32.9 100.0
Office10 Rm Peak 355 4.0 9,909 11,981 739 12.50 222 30 -6,464 0 29.6 100.0
Office11 Rm Peak 355 4.0 16,529 19,256 1,120 18.94 336 30 -11,296 0 29.6 100.0
Office12 Rm Peak 258 4.0 8,625 10,624 697 16.17 209 30 -5,802 0 29.6 100.0
Workspace 1 Rm Peak 1,064 8.0 13,880 16,654 682 3.85 205 30 -4,204 0 29.6 100.0
Zone - 004 Zn Peak 258 20.0 36,880 41,781 3,237 5 -892 927 4.9 4.6
Zone - 004 Zn Block 258 20.0 39,174 47,746 2,735 36 -19,505 927 4.9 4.6
Office13 Rm Peak 258 20.0 36,880 41,781 3,135 9.26 157 5 -892 927 4.9 4.6
Office14 Rm Peak 258 4.0 7,309 9,010 524 12.16 157 30 -4,550 0 29.6 100.0
Office15 Rm Peak 258 4.0 8,625 10,624 697 16.17 209 30 -5,802 0 29.6 100.0
Zone - 005 Zn Peak 258 28.0 47,615 54,116 4,356 4 -873 1,293 3.6 3.3
Zone - 005 Zn Block 258 28.0 63,649 68,450 3,135 17 -7,618 1,293 3.6 3.3
Office16 Rm Peak 258 4.0 8,625 10,624 697 16.17 209 30 -5,802 0 29.6 100.0
Office17 Rm Peak 258 28.0 47,615 54,116 4,290 10.10 157 4 -873 1,293 3.6 3.3
Office18 Rm Peak 258 4.0 8,625 10,624 697 16.17 209 30 -5,802 0 29.6 100.0
Zone - 006 Zn Peak 262 36.0 60,221 68,910 5,683 5 -885 1,711 4.5 25
Zone - 006 Zn Block 262 36.0 85,942 91,041 4,290 13 -8,580 1,711 4.5 25
Office19 Rm Peak 329 4.0 10,956 13,085 772 14.06 232 30 -7,734 0 29.6 100.0
Office20 Rm Peak 416 4.0 18,785 22,306 1,100 15.87 330 30 -10,530 0 29.6 100.0
Office21 Rm Peak 262 36.0 60,221 68,910 5,632 11.02 260 5 -885 1,711 4.5 25
Printer Area 2 Rm Peak 63 0.6 977 1,158 43 4.13 43 100 -650 0 29.6 100.0

* This report does not display heating only systems.

Project Name:
Dataset Name:

Baseline.trc

TRACE® 700 v6.3.4 calculated at 02:09 PM on 08/06/2018
Load/Airflow Summary Report Page 1 of 3



Coil Coil Space VAV Main Coil Heating
Floor Cooling Cooling Design Air Minimum VAV Heating Fan Percent
Area People Sensible Total Max SA Changes SA Minimum Sensible Max SA OA

System Zone Room ** ft2 # Btu/h Btu/h cfm ach/hr cfm % Btu/h cfm Clg Htg
Workspace 2b Rm Peak 329 8.0 6,387 8,518 308 5.63 93 30 -1,784 0 29.6 100.0

Zone - 007 Zn Peak 242 52.6 85,858 97,601 7,856 3 -837 2,409 2.8 1.8
Zone - 007 Zn Block 242 52.6 114,456 125,154 5,632 17 -13,538 2,409 2.8 1.8
Office22 Rm Peak 253 4.0 18,022 21,508 1,086 25.74 326 30 -10,312 0 29.6 100.0
Office23 Rm Peak 242 4.0 15,510 17,288 737 18.31 221 30 -6,052 0 29.6 100.0
Office24 Rm Peak 242 4.0 11,019 12,501 514 12.76 154 30 -4,494 0 29.6 100.0
Office25 Rm Peak 242 52.6 85,858 97,601 7,737 11.05 221 3 -837 2,409 2.8 1.8

Zone - 008 Zn Peak 242 64.6 118,989 133,135 10,073 2 -824 3,110 1.5 1.4
Zone - 008 Zn Block 242 64.6 153,773 160,253 7,737 12 -13,127 3,110 1.5 1.4
Break Room1 Rm Peak 714 47.6 25,764 34,701 1,389 11.68 417 30 -6,211 0 29.6 100.0
Conference Room1 Rm Peak 714 35.7 29,194 36,417 1,577 13.26 473 30 -13,408 0 29.6 100.0
Reception Area Rm Peak 266 15.9 9,509 12,254 511 11.52 153 30 -3,907 0 29.6 100.0

Zone - 009 Zn Peak 416 99.2 53,442 67,005 3,478 8 -851 987 7.9 5.4
Zone - 009 Zn Block 416 99.2 52,573 66,117 2,945 35 -15,803 987 7.9 5.4
Office26 Rm Peak 242 4.0 15,510 17,288 737 18.31 221 30 -6,052 0 29.6 100.0
Office27 Rm Peak 242 64.6 118,989 133,135 9,900 12.03 154 2 -824 3,110 1.5 1.4
Office28 Rm Peak 242 4.0 15,510 17,288 737 18.31 221 30 -6,052 0 29.6 100.0

Zone - 010 Zn Peak 250 72.6 141,498 156,054 11,373 0 -558 3,565 0.2 0.5
Zone - 010 Zn Block 250 72.6 192,221 196,659 9,900 6 -8,205 3,565 0.2 0.5
Office29 Rm Peak 253 4.0 18,405 20,375 882 20.91 264 30 -9,298 0 29.6 100.0
Office30 Rm Peak 262 4.0 16,130 17,945 764 17.50 229 30 -6,291 0 29.6 100.0
Office31 Rm Peak 416 99.2 53,442 67,005 3,338 11.82 269 8 -851 987 7.9 5.4

Zone - 011 Zn Peak 131 107.2 75,966 88,956 4,983 1 -468 1,507 0.2 0.6
Zone - 011 Zn Block 131 107.2 69,043 74,218 3,338 23 11,542 1,507 0.2 0.6
Corridor 1 Rm Peak 2,940 20.6 15,021 19,474 676 1.38 220 33 -5,898 0 29.6 100.0
Corridor 2 Rm Peak 2,321 16.2 12,205 15,728 538 1.39 174 32 -5,874 0 29.6 100.0
Corridor 3a Rm Peak 285 2.0 1,534 1,973 70 1.47 21 31 -572 0 29.6 100.0
Corridor 3b Rm Peak 250 72.6 141,498 156,054 11,176 12.37 30 0 -558 3,565 0.2 0.5
Corridor 3¢ Rm Peak 250 1.7 1,345 1,730 61 1.47 19 31 -501 0 29.6 100.0
Corridor 3d Rm Peak 285 2.0 1,634 1,973 70 1.47 21 31 -572 0 29.6 100.0
Corridor 4a Rm Peak 131 0.9 713 916 33 1.49 10 30 -263 0 29.6 100.0
Corridor 4b Rm Peak 131 107.2 75,966 88,956 4,710 12.79 30 1 -468 1,507 0.2 0.6
Entrance Vestibule Rm Peak 196 1.4 27,138 28,794 1,159 35.49 348 30 -11,764 0 29.6 100.0

North Stairwell Rm Peak 390 2.7 7,196 8,452 375 5.76 113 30 -7,652 0 29.6 100.0
South Stairwell Rm Peak 390 2.7 8,531 10,030 473 7.27 142 30 -8,140 0 29.6 100.0

Zone - 012 Zn Peak 60 230.1 269,058 304,152 19,341 0 -512 6,171 0.0 0.1
Zone - 012 Zn Block 60 230.1 222,559 236,103 11,176 10 -19,560 6,171 0.0 0.1
Conference Room 2 Rm Peak 820 41.0 18,275 25,023 966 7.07 318 33 -4,842 0 29.6 100.0
Printer Area 1 Rm Peak 63 0.6 977 1,158 43 413 43 100 -650 0 29.6 100.0
Workspace 2a Rm Peak 329 8.0 6,387 8,518 308 5.63 93 30 -1,784 0 29.6 100.0
Workspace 3 Rm Peak 250 4.0 4,109 5,255 201 4.83 60 30 -1,190 0 29.6 100.0

* This report does not display heating only systems.
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Coil Coil Space VAV Main Coil Heating

Floor Cooling Cooling Design Air Minimum VAV Heating Fan Percent
Area People Sensible Total Max SA Changes SA Minimum Sensible Max SA OA

System Zone Room ** ft2 # Btu/h Btu/h cfm ach/hr cfm % Btu/h cfm Clg Htg
Zone - 013 Zn Peak 61 53.6 24,433 32,019 1,518 2 -425 486 0.3 0.9

Zone - 013 Zn Block 61 53.6 22,748 31,051 1,182 43 -7,934 486 0.3 0.9
Equipment Room Rm Peak 152 0.0 3,362 3,696 135 5.33 41 30 -2,558 0 29.6 100.0

Small Mechanical Room Rm Peak 219 0.0 49,867 55,010 2,079 56.89 624 30 -9,293 0 29.6 100.0

Storage Room Rm Peak 280 0.0 2,074 2,243 68 1.46 21 31 -349 0 29.6 100.0

Zone - 014 Zn Peak 99 0.0 49,005 49,218 2,282 1 -447 655 1.1 3.8

Zone - 014 Zn Block 99 0.0 53,399 59,045 2,229 31 -10,210 655 1.1 3.8

Janitor Closet Rm Peak 70 0.0 522 564 17 1.46 5 31 -87 0 29.6 100.0

Mens Restroom Rm Peak 539 6.0 3,579 4,187 152 1.69 46 30 -680 0 29.6 100.0

Printer Area 3 Rm Peak 90 0.9 1,403 1,664 62 4.13 62 100 -934 0 29.6 100.0

Storage Area 2 Rm Peak 60 230.1 269,058 304,152 18,837 7.63 30 0 -512 6,171 0.0 0.1

Womens Restroom Rm Peak 539 6.0 3,579 4,187 152 1.69 46 30 -680 0 29.6 100.0

Zone - 015 Zn Peak 1,298 243.0 543,777 580,391 19,220 1 -2,892 6,171 0.6 2.6

Zone - 015 Zn Block 1,298 243.0 361,568 362,880 18,837 1 -3,075 6,171 0.6 2.6

Electrical Equipment Room Rm Peak 236 0.0 1,749 1,892 58 1.46 18 31 -294 0 29.6 100.0

Fire Riser Room Rm Peak 61 53.6 24,433 32,019 1,498 6.15 30 2 -425 486 0.3 0.9

Large Mechanical Room Rm Peak 774 0.0 53,700 59,163 2,208 17.11 662 30 -9,871 0 29.6 100.0

Storage Room 2 Rm Peak 61 0.0 537 575 15 1.46 5 31 =77 0 29.6 100.0

Zone - 016 Zn Peak 1,133 53.6 80,434 93,662 3,779 19 -10,667 486 28.7 57.5

Zone - 016 Zn Block 1,133 53.6 551515 61,194 2,367 30 -10,765 486 28.7 57.5
Communications Room Rm Peak 192 4.8 3,162 4,218 167 5.23 50 30 -979 0 29.6 100.0

Network Room Rm Peak 99 0.0 49,005 49,218 2,271 20.92 30 1 -447 655 1.1 3.8

Rednet Room Rm Peak 99 0.0 29,867 32,959 1,250 75.74 375 30 -5,587 0 29.6 100.0

Zone - 017 Zn Peak 390 7.3 97,210 101,572 3,688 12 -7,013 655 19.6 40.6

Zone - 017 Zn Block 390 7.3 52,572 56,946 2,271 20 -12,292 655 19.6 40.6

Office 32 Rm Peak 92 2.0 5,382 6,110 247 16.11 74 30 -2,192 0 29.6 100.0

Office 33 Rm Peak 115 2.0 9,399 10,412 440 22.96 132 30 -3,866 0 29.6 100.0

Office 34 Rm Peak 115 2.0 9,399 10,412 440 22.96 132 30 -3,866 0 29.6 100.0

Zone - 018 Zn Peak 322 6.0 24,098 26,852 1,127 30 -9,924 0 30.5 100.0

Zone - 018 Zn Block 322 6.0 23,528 25,998 1,094 31 -9,924 0 30.5 100.0

Base System Sys Peak 24,626 1,123.6 1,646,210 1,896,632 109,955 -299,217 23,817 40.0 31.9
Base System Sys Block 24,626 1,123.6 638,879 773,738 29,228 -205,851 23,817 40.0 31.9

* This report does not display heating only systems.
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BUILDING AREAS

By LANL
Number of Floor Area/ Total Partition Int Door Exposed Skylight Net Roof Window Window/ Ext Door Net Wall
Duplicate Duplicate Room  Floor Area Area Area Floor Area Area Area Area Wall Area Area

Sys Zon Room Floors Rooms ft2 2 ft2 ft ft2 ft2 ft2 ft2 % ft2 ft2

Alternative 1

Office1 2 1 388 775 0 0 31 0 388 162 22 0 573
Office2 2 1 129 258 0 0 10 0 129 61 25 0 184
Office3 2 1 436 871 0 0 47 0 436 237 21 0 893
Zone - 001 846 0 0 46 0 423 155 14 0 951
Office4 2 1 129 258 0 0 10 0 129 61 25 0 184
Office5 2 1 129 258 0 0 10 0 129 61 25 0 184
Office6 2 1 129 258 0 0 10 0 129 39 16 0 206
Zone - 002 775 0 0 31 0 388 162 22 0 573
Office7 2 1 129 258 0 0 10 0 129 39 16 0 206
Office8 2 1 129 258 0 0 10 0 129 61 25 0 184
Office9 2 1 177 355 0 0 27 0 177 136 21 0 504
Zone - 003 871 0 0 47 0 436 237 21 0 893
Office10 2 1 177 355 0 0 14 0 177 60 18 0 276
Office11 2 1 177 355 0 0 28 0 177 144 21 0 528
Office12 2 1 129 258 0 0 10 0 129 61 25 0 184
Workspace 1 2 1 532 1,064 0 0 0 0 532 0 0 0 0
Zone - 004 258 0 0 10 0 129 39 16 0 206
Office13 2 1 129 258 0 0 10 0 129 39 16 0 206
Office14 2 1 129 258 0 0 10 0 129 39 16 0 206
Office15 2 1 129 258 0 0 10 0 129 61 25 0 184
Zone - 005 258 0 0 10 0 129 39 16 0 206
Office16 2 1 129 258 0 0 10 0 129 61 25 0 184
Office17 2 1 129 258 0 0 10 0 129 39 16 0 206
Office18 2 1 129 258 0 0 10 0 129 61 25 0 184
Zone - 006 262 0 0 13 0 131 76 25 0 228
Office19 2 1 165 329 0 0 26 0 165 56 9 0 560
Office20 2 1 208 416 0 0 24 0 208 128 22 0 446
Office21 2 1 131 262 0 0 13 0 131 76 25 0 228
Workspace 2b 2 1 164 329 0 0 0 0 164 0 0 0 0
Printer Area 2 2 1 31 63 0 0 0 0 31 0 0 0 0
Zone - 007 242 0 0 1 0 121 63 25 0 189
Office22 2 1 127 253 0 0 23 0 127 135 25 0 405
Office23 2 1 121 242 0 0 11 0 121 63 25 0 189
Office24 2 1 121 242 0 0 11 0 121 38 15 0 214
Office25 2 1 121 242 0 0 11 0 121 63 25 0 189
Zone - 008 242 0 0 11 0 121 38 15 0 214
Conference Room1 2 1 357 714 0 0 39 0 357 137 15 0 799
Reception Area 1 1 266 266 0 0 10 0 0 29 25 0 86
Break Room1 2 1 357 714 0 0 39 0 357 137 15 0 799
Project Name: TRACE® 700 v6.3.4 calculated at 02:09 PM on 08/06/2018

Dataset Name: BASELINE.TRC Building Areas Report Page 1 of 3



BUILDING AREAS

By LANL
Number of Floor Area/ Total Partition Int Door Exposed Skylight Net Roof Window Window/ Ext Door Net Wall
Duplicate Duplicate Room  Floor Area Area Area Floor Area Area Area Area Wall Area Area
Sys Zon Room Floors Rooms ft2 2 ft2 ft2 ft2 ft2 ft2 ft2 % ft2 ft2
Zone - 009 416 0 0 24 0 208 128 22 0 446
Office26 2 1 121 242 0 0 11 0 121 63 25 0 189
Office27 2 1 121 242 0 0 11 0 121 38 15 0 214
Office28 2 1 121 242 0 0 11 0 121 63 25 0 189
Zone - 010 250 0 0 0 0 125 0 0 0 0
Office29 2 1 127 253 0 0 23 0 127 135 25 0 405
Office30 2 1 131 262 0 0 11 0 131 66 25 0 197
Office31 2 1 208 416 0 0 24 0 208 128 22 0 446
Zone - 011 131 0 0 0 0 66 0 0 0 0
Corridor 1 2 1 1,470 2,940 0 0 0 0 1,470 0 0 0 0
Corridor 2 2 1 1,161 2,321 0 0 12 0 1,161 0 0 0 283
Corridor 3a 2 1 143 285 0 0 0 0 143 0 0 0 0
Corridor 3b 2 1 125 250 0 0 0 0 125 0 0 0 0
Corridor 3d 2 1 143 285 0 0 0 0 143 0 0 0 0
Corridor 3¢ 2 1 125 250 0 0 0 0 125 0 0 0 0
Corridor 4a 2 1 66 131 0 0 0 0 66 0 0 0 0
Corridor 4b 2 1 66 131 0 0 0 0 66 0 0 0 0
Entrance Vestibule 1 1 196 196 0 0 28 0 0 144 55 72 120
North Stairwell 2 1 195 390 0 0 40 0 195 48 5 56 846
South Stairwell 2 1 195 390 0 0 40 0 195 48 5 56 846
Zone - 012 60 0 0 0 0 30 0 0 0 0
Conference Room 2 2 1 410 820 0 0 0 0 410 0 0 0 0
Workspace 2a 2 1 164 329 0 0 0 0 164 0 0 0 0
Workspace 3 2 1 125 250 0 0 0 0 125 0 0 0 0
Printer Area 1 2 1 31 63 0 0 0 0 31 0 0 0 0
Zone - 013 61 0 0 0 0 0 0 0 0 0
Equipment Room 2 1 76 152 0 0 10 0 76 57 25 0 171
Storage Room 2 1 140 280 0 0 0 0 140 0 0 0 0
Small Mechanical Room 2 1 110 219 0 0 0 0 110 0 0 0 0
Zone - 014 99 0 0 0 0 99 0 0 0 0
Janitor Closet 2 1 35 70 0 0 0 0 35 0 0 0 0
Storage Area 2 2 1 30 60 0 0 0 0 30 0 0 0 0
Mens Restroom 2 1 269 539 0 0 0 0 269 0 0 0 0
Womens Restroom 2 1 269 539 0 0 0 0 269 0 0 0 0
Printer Area 3 2 1 45 90 0 0 0 0 45 0 0 0 0
Zone - 015 1,298 0 0 0 0 649 0 0 0 0
Large Mechanical Room 2 1 387 774 0 0 0 0 387 0 0 0 0
Fire Riser Room 1 1 61 61 0 0 0 0 0 0 0 0 0
Storage Room 2 1 1 61 61 0 0 0 0 61 0 0 0 0
Electrical Equipment Room 2 1 118 236 0 0 0 0 118 0 0 0 0
Zone - 016 1,133 0 0 0 0 567 0 0 0 0
Project Name: TRACE® 700 v6.3.4 calculated at 02:09 PM on 08/06/2018
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BUILDING AREAS

By LANL
Number of Floor Area/ Total Partition Int Door Exposed Skylight Net Roof Window Window/ Ext Door Net Wall
Duplicate Duplicate Room  Floor Area Area Area Floor Area Area Area Area Wall Area Area
Sys Zon Room Floors Rooms ft2 2 ft2 ft2 ft2 ft2 ft2 ft2 % ft2 ft2
Rednet Room 1 1 99 99 0 0 0 0 0 0 0 0 0
Network Room 1 1 99 99 0 0 0 0 99 0 0 0 0
Communications Room 2 1 96 192 0 0 0 0 96 0 0 0 0
Zone - 017 390 0 0 0 0 195 0 0 0 0
Office 32 1 1 92 92 0 0 8 0 92 19 20 0 77
Office 33 1 1 115 115 0 0 13 0 115 39 25 0 117
Office 34 1 1 115 115 0 0 13 0 115 39 25 0 117
Zone - 018 322 0 0 34 0 322 97 24 0 31
Base System 24,626 0 0 692 0 12,243 2,867 18 184 12,703
Total building Window Area: 2,867 ft? Total building Wall Area: 15,754 ft* Building Total Window %: 18.2%

Total building Skylight Area:

Project Name:
Dataset Name: BASELINE.TRC

0 ft?

Total building Roof Area: 12,243 ft?
Total building Floor Area: 24,626 ft?

Building Total Skylight %: 0.0%

TRACE® 700 v6.3.4 calculated at 02:09 PM on 08/06/2018

Building Areas Report Page 3 of 3



BUILDING U-FACTORS

By LANL
ROOM U-FACTORS Btu/h-ft*>-°F Room Room
Internal Exposed Summer Winter Summer Winter External Mass Capacitance
Description Partition Door Floor Skylight Skylight Roof Window Window Door Wall Ceiling Ib/ft? Btu/lb-°F
Alternative 1
Office1 0.000 0.000 0.520 0.000 0.000 0.032 0.314 0.308 0.000 0.051 0.317 347 7.4
Office2 0.000 0.000 0.520 0.000 0.000 0.032 0.314 0.308 0.000 0.051 0.317 343 7.3
Office3 0.000 0.000 0.520 0.000 0.000 0.032 0.314 0.308 0.000 0.051 0.317 39.6 8.4
Zone - 001 - Zone 0.000 0.000 0.520 0.000 0.000 0.032 0.314 0.308 0.000 0.051 0.317 41.2 8.7
Office4 0.000 0.000 0.520 0.000 0.000 0.032 0.314 0.308 0.000 0.051 0.317 343 7.3
Office5 0.000 0.000 0.520 0.000 0.000 0.032 0.314 0.308 0.000 0.051 0.317 343 7.3
Office6 0.000 0.000 0.520 0.000 0.000 0.032 0.314 0.308 0.000 0.051 0.317 35.7 7.6
Zone - 002 - Zone 0.000 0.000 0.520 0.000 0.000 0.032 0.314 0.308 0.000 0.051 0.317 347 7.4
Office7 0.000 0.000 0.520 0.000 0.000 0.032 0.314 0.308 0.000 0.051 0.317 35.7 7.6
Office8 0.000 0.000 0.520 0.000 0.000 0.032 0.314 0.308 0.000 0.051 0.317 343 7.3
Office9 0.000 0.000 0.520 0.000 0.000 0.032 0.314 0.308 0.000 0.051 0.317 46.3 9.7
Zone - 003 - Zone 0.000 0.000 0.520 0.000 0.000 0.032 0.314 0.308 0.000 0.051 0.317 39.6 8.4
Office10 0.000 0.000 0.520 0.000 0.000 0.032 0.314 0.308 0.000 0.051 0.317 35.4 75
Office11 0.000 0.000 0.520 0.000 0.000 0.032 0.314 0.308 0.000 0.051 0.317 47.4 9.9
Office12 0.000 0.000 0.520 0.000 0.000 0.032 0.314 0.308 0.000 0.051 0.317 343 7.3
Workspace 1 0.000 0.000 0.000 0.000 0.000 0.032 0.000 0.000 0.000 0.000 0.317 22.2 49
Zone - 004 - Zone 0.000 0.000 0.520 0.000 0.000 0.032 0.314 0.308 0.000 0.051 0.317 35.7 7.6
Office13 0.000 0.000 0.520 0.000 0.000 0.032 0.314 0.308 0.000 0.051 0.317 35.7 7.6
Office14 0.000 0.000 0.520 0.000 0.000 0.032 0.314 0.308 0.000 0.051 0.317 35.7 7.6
Office15 0.000 0.000 0.520 0.000 0.000 0.032 0.314 0.308 0.000 0.051 0.317 343 7.3
Zone - 005 - Zone 0.000 0.000 0.520 0.000 0.000 0.032 0.314 0.308 0.000 0.051 0.317 35.7 7.6
Office16 0.000 0.000 0.520 0.000 0.000 0.032 0.314 0.308 0.000 0.051 0.317 343 7.3
Office17 0.000 0.000 0.520 0.000 0.000 0.032 0.314 0.308 0.000 0.051 0.317 35.7 7.6
Office18 0.000 0.000 0.520 0.000 0.000 0.032 0.314 0.308 0.000 0.051 0.317 343 7.3
Zone - 006 - Zone 0.000 0.000 0.520 0.000 0.000 0.032 0.314 0.308 0.000 0.051 0.317 37.0 7.8
Office19 0.000 0.000 0.520 0.000 0.000 0.032 0.314 0.308 0.000 0.051 0.317 51.0 10.6
Office20 0.000 0.000 0.520 0.000 0.000 0.032 0.314 0.308 0.000 0.051 0.317 40.4 8.5
Office21 0.000 0.000 0.520 0.000 0.000 0.032 0.314 0.308 0.000 0.051 0.317 37.0 7.8
Workspace 2b 0.000 0.000 0.000 0.000 0.000 0.032 0.000 0.000 0.000 0.000 0.317 22.2 4.9
Printer Area 2 0.000 0.000 0.000 0.000 0.000 0.032 0.000 0.000 0.000 0.000 0.317 22.2 4.9
Zone - 007 - Zone 0.000 0.000 0.520 0.000 0.000 0.032 0.314 0.308 0.000 0.051 0.317 35.5 75
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BUILDING U-FACTORS

By LANL

ROOM U-FACTORS Btu/h-ft*>-°F Room Room

Internal Exposed Summer Winter Summer Winter External Mass Capacitance
Description Partition Door Floor Skylight Skylight Roof Window Window Door Wall Ceiling Ib/ft? Btu/lb-°F
Office22 0.000 0.000 0.520 0.000 0.000 0.032 0.314 0.308 0.000 0.051 0.317 493 10.3
Office23 0.000 0.000 0.520 0.000 0.000 0.032 0.314 0.308 0.000 0.051 0.317 35.5 75
Office24 0.000 0.000 0.520 0.000 0.000 0.032 0.314 0.308 0.000 0.051 0.317 37.2 7.9
Office25 0.000 0.000 0.520 0.000 0.000 0.032 0.314 0.308 0.000 0.051 0.317 35.5 75
Zone - 008 - Zone 0.000 0.000 0.520 0.000 0.000 0.032 0.314 0.308 0.000 0.051 0.317 37.2 7.9
Conference Room1 0.000 0.000 0.520 0.000 0.000 0.032 0.314 0.308 0.000 0.051 0.317 41.2 8.7
Reception Area 0.000 0.000 0.520 0.000 0.000 0.000 0.314 0.308 0.000 0.051 0.317 18.8 3.8
Break Room1 0.000 0.000 0.520 0.000 0.000 0.032 0.314 0.308 0.000 0.051 0.317 41.2 8.7
Zone - 009 - Zone 0.000 0.000 0.520 0.000 0.000 0.032 0.314 0.308 0.000 0.051 0.317 40.4 8.5
Office26 0.000 0.000 0.520 0.000 0.000 0.032 0.314 0.308 0.000 0.051 0.317 35.5 75
Office27 0.000 0.000 0.520 0.000 0.000 0.032 0.314 0.308 0.000 0.051 0.317 37.2 7.9
Office28 0.000 0.000 0.520 0.000 0.000 0.032 0.314 0.308 0.000 0.051 0.317 35.5 75
Zone - 010 - Zone 0.000 0.000 0.000 0.000 0.000 0.032 0.000 0.000 0.000 0.000 0.317 22.2 4.9
Office29 0.000 0.000 0.520 0.000 0.000 0.032 0.314 0.308 0.000 0.051 0.317 49.3 10.3
Office30 0.000 0.000 0.520 0.000 0.000 0.032 0.314 0.308 0.000 0.051 0.317 349 7.4
Office31 0.000 0.000 0.520 0.000 0.000 0.032 0.314 0.308 0.000 0.051 0.317 40.4 8.5
Zone - 011 - Zone 0.000 0.000 0.000 0.000 0.000 0.032 0.000 0.000 0.000 0.000 0.317 22.2 49
Corridor 1 0.000 0.000 0.000 0.000 0.000 0.032 0.000 0.000 0.000 0.000 0.317 22.2 4.9
Corridor 2 0.000 0.000 0.520 0.000 0.000 0.032 0.000 0.000 0.000 0.051 0.317 243 583
Corridor 3a 0.000 0.000 0.000 0.000 0.000 0.032 0.000 0.000 0.000 0.000 0.317 22.2 4.9
Corridor 3b 0.000 0.000 0.000 0.000 0.000 0.032 0.000 0.000 0.000 0.000 0.317 22.2 4.9
Corridor 3d 0.000 0.000 0.000 0.000 0.000 0.032 0.000 0.000 0.000 0.000 0.317 22.2 4.9
Corridor 3¢ 0.000 0.000 0.000 0.000 0.000 0.032 0.000 0.000 0.000 0.000 0.317 22.2 4.9
Corridor 4a 0.000 0.000 0.000 0.000 0.000 0.032 0.000 0.000 0.000 0.000 0.317 22.2 4.9
Corridor 4b 0.000 0.000 0.000 0.000 0.000 0.032 0.000 0.000 0.000 0.000 0.317 22.2 4.9
Entrance Vestibule 0.000 0.000 0.520 0.000 0.000 0.000 0.314 0.308 0.500 0.051 0.317 19.5 4.1
North Stairwell 0.000 0.000 0.520 0.000 0.000 0.032 0.314 0.308 0.200 0.051 0.317 58.9 12.2
South Stairwell 0.000 0.000 0.520 0.000 0.000 0.032 0.314 0.308 0.200 0.051 0.317 58.9 12.2
Zone - 012 - Zone 0.000 0.000 0.000 0.000 0.000 0.032 0.000 0.000 0.000 0.000 0.317 22.2 4.9
Conference Room 2 0.000 0.000 0.000 0.000 0.000 0.032 0.000 0.000 0.000 0.000 0.317 22.2 4.9
Workspace 2a 0.000 0.000 0.000 0.000 0.000 0.032 0.000 0.000 0.000 0.000 0.317 22.2 49
Workspace 3 0.000 0.000 0.000 0.000 0.000 0.032 0.000 0.000 0.000 0.000 0.317 22.2 4.9
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BUILDING U-FACTORS

By LANL
ROOM U-FACTORS Btu/h-ft*>-°F Room Room
Internal Exposed Summer Winter Summer Winter External Mass Capacitance
Description Partition Door Floor Skylight Skylight Roof Window Window Door Wall Ceiling Ib/ft? Btu/lb-°F
Printer Area 1 0.000 0.000 0.000 0.000 0.000 0.032 0.000 0.000 0.000 0.000 0.317 22.2 4.9
Zone - 013 - Zone 0.000 0.000 0.000 0.000 0.000 0.000 0.000 0.000 0.000 0.000 0.317 13.3 2.7
Equipment Room 0.000 0.000 0.520 0.000 0.000 0.032 0.314 0.308 0.000 0.051 0.317 413 8.7
Storage Room 0.000 0.000 0.000 0.000 0.000 0.032 0.000 0.000 0.000 0.000 0.317 22.2 4.9
Small Mechanical Room 0.000 0.000 0.000 0.000 0.000 0.032 0.000 0.000 0.000 0.000 0.317 22.2 4.9
Zone - 014 - Zone 0.000 0.000 0.000 0.000 0.000 0.032 0.000 0.000 0.000 0.000 0.317 31.1 71
Janitor Closet 0.000 0.000 0.000 0.000 0.000 0.032 0.000 0.000 0.000 0.000 0.317 22.2 4.9
Storage Area 2 0.000 0.000 0.000 0.000 0.000 0.032 0.000 0.000 0.000 0.000 0.317 22.2 4.9
Mens Restroom 0.000 0.000 0.000 0.000 0.000 0.032 0.000 0.000 0.000 0.000 0.317 22.2 4.9
Womens Restroom 0.000 0.000 0.000 0.000 0.000 0.032 0.000 0.000 0.000 0.000 0.317 22.2 4.9
Printer Area 3 0.000 0.000 0.000 0.000 0.000 0.032 0.000 0.000 0.000 0.000 0.317 22.2 4.9
Zone - 015 - Zone 0.000 0.000 0.000 0.000 0.000 0.032 0.000 0.000 0.000 0.000 0.317 22.2 4.9
Large Mechanical Room 0.000 0.000 0.000 0.000 0.000 0.032 0.000 0.000 0.000 0.000 0.317 22.2 4.9
Fire Riser Room 0.000 0.000 0.000 0.000 0.000 0.000 0.000 0.000 0.000 0.000 0.317 13.3 27
Storage Room 2 0.000 0.000 0.000 0.000 0.000 0.032 0.000 0.000 0.000 0.000 0.317 31.1 71
Electrical Equipment Room 0.000 0.000 0.000 0.000 0.000 0.032 0.000 0.000 0.000 0.000 0.317 22.2 4.9
Zone - 016 - Zone 0.000 0.000 0.000 0.000 0.000 0.032 0.000 0.000 0.000 0.000 0.317 22.2 49
Rednet Room 0.000 0.000 0.000 0.000 0.000 0.000 0.000 0.000 0.000 0.000 0.317 13.3 27
Network Room 0.000 0.000 0.000 0.000 0.000 0.032 0.000 0.000 0.000 0.000 0.317 31.1 71
Communications Room 0.000 0.000 0.000 0.000 0.000 0.032 0.000 0.000 0.000 0.000 0.317 22.2 4.9
Zone - 017 - Zone 0.000 0.000 0.000 0.000 0.000 0.032 0.000 0.000 0.000 0.000 0.317 22.2 4.9
Office 32 0.000 0.000 0.520 0.000 0.000 0.032 0.314 0.308 0.000 0.051 0.317 453 9.9
Office 33 0.000 0.000 0.520 0.000 0.000 0.032 0.314 0.308 0.000 0.051 0.317 48.4 10.6
Office 34 0.000 0.000 0.520 0.000 0.000 0.032 0.314 0.308 0.000 0.051 0.317 48.4 10.6
Zone - 018 - Zone 0.000 0.000 0.520 0.000 0.000 0.032 0.314 0.308 0.000 0.051 0.317 47.5 10.4
Base System - System 0.000 0.000 0.520 0.000 0.000 0.032 0.314 0.308 0.317 0.051 0.317 30.9 6.6
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Description

Project Name:
Dataset Name:

BUILDING U-FACTORS
By LANL

ROOM U-FACTORS

BASELINE.TRC

Btu/h-ft*-°F Room Room
Internal Exposed Summer Winter Summer Winter External Mass Capacitance
Partition Door Floor Skylight Skylight Roof Window Window Door Wall Ceiling Ib/ft? Btu/lb-°F
Overall U-Factors Overall Thermal Transfer Values
Roof 0.032 Btu/h-ft>-°F Roof (OTTVr) 1.16 Btu/hr-ft2
Wall 0.102 Btu/h-ft>-°F Wall (OTTVw) 16.77 Btu/hr-ft2
Building 0.071 Btu/h-ft2-°F

TRACE® 700 v6.3.4 calculated at 02:09 PM on 08/06/2018
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